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১. পযেবণ



পিরদশন
পযেবণ

Discrepancies between the approval drawing and structural design drawing have been
found. Structural design drawing shows details of “9 storied Industrial building” and
Approval plan shows “6 storied commercial building”. Floor load plan has not been
found.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
Building engineer prepare as built structural drawing and floor load plan.
Prepare/update calculations showing the structural adequacy of the floor system
taking into account the factory design imposed loading and the as built structure.

সুপািরেশর
তথসূ

করখানার
কযম

We have already prepared as built structural drawing , floor load plan and also
updated calcultaion of structural adequacy of the floor system by DIFE enlisted
consultant

অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

13/08/20 They have completed DEA , Floor load Plan, PSI Test, Core Test and all
kind Design , drawing ,report submiitted at DIFE. 03-11-2020, The factory waiting
for task focre meeting to submitted their papers. 11-04-2021 , During inspection
As built architectural drawing, structural drawing, load plan has been found on
site. The facory has also done PSI test & test report submitted at DIFE. On
5/09/2021- During inspection As built architectural drawing, structural drawing,
load plan has been found on site. The facory has also done PSI test & test report
submitted at DIFE. 21-04-2022 CCVV): Factory has taken approval for retrofitting
work from DIFE & completed the retrofitting work as per drawings.
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