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কাপ পযেবেণর তথ

করখানার নাম আজাদ িরফত ফইবাস (াঃ) িলঃ
িঠকনা Kutubpur, Ramarbagh, Fatullah, Narayanganj
করখানার েকড NRY034
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ Perceivable vibration in slab next to heavy machinery has been found

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
An engineering assessment is to be carried out to determine the causes of
vibration. Printing machine and other heavy machineries in 1st floor are
recommended to relocate at ground floor.

সুপািরেশর
তথসূ

করখানার
কযম

We have completed the engineering Assessment and the assessment shows the
entire structural elements are adequete for six storied building. The percieve
oscillation will also not hamper the structural element

অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব
14-03-2021 , During inspection as built architectural drawing, structural drawing,
load plan has not been found on site On 01/09/2021-During inspection as built
architectural drawing, structural drawing, load plan has not been found on site

১.২. কযম

কযম Carry out actions from the engineering assessment and prepare and update floor
load plan.

সুপািরেশর
তথসূ
করখানার
কযম

Engineering assessment has been completed by DIFe enlisted firm also floor load
plan has been prepared

অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

২. পযেবণ



পিরদশন
পযেবণ

Water ponding was found in the roof due to lack of adequate sloping. The source of
water is rain.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
Engineer to inspect whether waterproofing material is applied or where it can be
maintained. For both durability and serviceability, waterproofing on the roof slab is
recommended. Moreover the roof slab drainage system should be investigated.

সুপািরেশর
তথসূ
করখানার
কযম

We have alredy have done fifty percent work of waterprofing work , only sloping
work is not completed , we will complete whole work very soon

অািধকর ৬ মাস
চূড়া
সময়সীমা ২২-০১-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব
14-03-2021 , No corrective action plan has been taken yet to repair those
maintainance work. On 01/09/2021- No corrective action plan has been taken yet
to repair those maintainance work.

৩. পযেবণ

পিরদশন
পযেবণ Floor load plan and material test report have not been found.

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম Prepare controlled loading plans for all floors designating where heavy machineries
/ storage can be placed and cannot be placed and also conduct materials tests

সুপািরেশর
তথসূ
করখানার
কযম Floor load plan and material test report has been prepared

অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব
14-03-2021 , The factory authority has not prepare proper floor load plan and also
has not maintain it properly. On 01/09/2021-The factory authority has not prepare
proper floor load plan and also has not maintain it properly.


