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কাপ পযেবেণর তথ
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কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ

Some affected columns were observed in ground floor due to collision and water
infiltration.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Install edge protection surrounding the columns and take necessary steps to
prevent water intrusion in columns.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

CVV1: 20-Sep-2020 Affected column has been repaired but no edge protection
has been installed surrounding the column. No steps has been observed to prevent
the water intrusion in columns. On 14/03/2021-Affected column has been
repaired but no edge protection has been installed surrounding the column. No
steps has been observed to prevent the water intrusion in columns. CVV2:16-08-
2021: Affected column has been repaired but no edge protection has been installed
surrounding the column. No steps has been observed to prevent the water
intrusion in columns.

১.২. কযম

কযম Continue to maintenance works.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

CVV1: 20-Sep-2020 Affected column has been repaired but no edge protection
has been installed surrounding the column. No steps has been observed to prevent
the water intrusion in columns. On 14/03/2021-Affected column has been
repaired but no edge protection has been installed surrounding the column. No
steps has been observed to prevent the water intrusion in columns. CVV2:16-08-
2021: Affected column has been repaired but no edge protection has been installed
surrounding the column. No steps has been observed to prevent the water
intrusion in columns.

২. পযেবণ



পিরদশন
পযেবণ

Documents like structural drawing, soil test report, floor load plan, machine layout plan
were not available.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Develop set of as-built drawings showing structural details, loading, dimensions,
levels, foundations and framing on Plan, Section and Elevation drawings.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

CVV1: 20-Sep-2020 DEA reports, As-built drawings & Structural Retrofitting
drawing have been approved from DIFE dated on 22.10.2020. Hard copy of As-
built drawings and Retrofitting drawing were available but no hard copy of DEA
report was found on-site during the visit. Factory authority send the soft copy of
DEA report through email. On 14/03/2021-Hard copy of As-built drawings, load
plan and Retrofitting drawing were available but no hard copy of DEA report was
found on-site during the visit. CVV2:16-08-2021: Structural drawing & drawing,
soil test report, floor load plan, machine layout plan, DEA report and retrofitting
drawing were not available.


