
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম গার্িনশ েসােয়টরস িলিমেটড
িঠকনা Digiborabo, Rupgang, Narayanganj
করখানার েকড NRY098
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  ৩০-০৮-২০২২
১. পযেবণ



পিরদশন
পযেবণ

"Mismatch found between structural design drawing and as constructed structure.
There are no cantilever in structural drawing but we found 3’-0”x28’-0” cantilever in
north side (grid no. C/4, C/5, C/6)."

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
"Structural engineer prepare as built structural drawing, floor load plan and
prepare/update calculations showing the structural adequacy of the floor system
taking into account the factory design imposed loading and the as built structure."

সুপািরেশর
তথসূ
করখানার
কযম

[Whom is going to carry out the recommendation?] [How will the
recommendation be carried out?]

অািধকর ৬ মাস
চূড়া
সময়সীমা ০১-০১-১৯৭০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

" On 18-10-2020-Factory authority submitted as built drawings to DIFE on 22-
November-2018. As-built drawing has not been found at site during inspection.
Also no as-built drawing for extension part has been found at site during
inspection. 24-01-2021 , During inspection we did not found any types design
drawing at factory . The factory authority submitted as build drawing to DIFE on
22-11-2018. On 24/08/2021-During inspection we did not found any types design
drawing at factory . The factory authority submitted as build drawing to DIFE on
22-11-2018. 30/08/2022- Any types design & drawing has not found at factory
during inspection .The factory authority submitted just a as build drawing to DIFE
on 22-11-2018. But no drawing & design report has not submit to DIFE yet."

 সংযুসমূহ (১) 

 

২. পযেবণ
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পিরদশন
পযেবণ Corrosion found at rebar due to exposed condition.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Provide protective coating to cover the exposed rebar from corrosion.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

"On 18-10-2020- Protective coating for the exposed rebar has been observed
during inspection. 24-01-2021 , The factory authority already provied protective
coating to cover the exposed rebar from corrosion. On-24/08/2021-The factory
authority already provied protective coating to cover the exposed rebar from
corrosion. 30-08-2022: The factory authority already provied protective coating to
cover the exposed rebar from corrosion. "

 সংযুসমূহ (২) 

    

https://lima.dife.gov.bd/uploads/rtm/cap_item_details/18680/0/2-1S.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/18680/0/2-1S.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/18680/1/2-2s.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/18680/0/2-1S.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/18680/1/2-2s.jpg

