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o2 Building approval
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As built architectural and engineering drawing to be submitted for approval by
F4SS  |appropriate authority. As part of this process building engineer will be required to
make a number of checks on the as-built construction
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22-05-2022 (CCVV): An additional steel stair has been installed outside of the
&S] building, which is not connection structurally but should include on architectural
drawing.
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o No lateral stability system
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] Factory Engineer to review design of slab of all floors and existing beam in GF to
measure the capacity of structure.
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e Cracks observed
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Sections of plaster finish to wall-column joint to be removed to investigate if
FIEST  |cracks penetrate into the building structure. Investigation needed to determine

why cracks occurring
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