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Ka-189/3, (Ground Floor), Jamaj Road, Joar Sahara, Kuril, Highway, Bhatara,
Dhaka
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A I Body & door not earthed 0 No clear identification mark on distribution board
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S [l Provide earthing to body & door. I Provide clear identification mark on
distribution board.
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[l No instruction for first aid to electrical shock [l Access obstructed [l Connection
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[l Provide instructions for first aid from exposure to electrical shock I Remove
¥4 |obstruction to ensure access to MDB/MCB Box [l Ensure well-dressed cabling with

lugs
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%9 |l Provide appropriate Lightning protection system.
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