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Factory Management to remove any storage loading from column supporting floors
F45  |of Building 1 and maintain maximum live load not greater than 10.0 psf on the
working floors.
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CVV1: 23-Jul-2019 Storages have not been removed. Overloading due to stacking
fabric store have been observed. CVV2: 27-Jan-2020 Storages have not been
Ry removed. Overloading due to finishing goods have been observed. CVV3: 10-Sep-
2020 Storages have not been removed. Overloading due to stacking fabric store
have been observed. CVV4: 15-09-2021 Storages have not been removed .
Overloading to stacking cotton have been observed.
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] Factory Engineer to review design, loads and columns stresses of the total
building.
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CVV1: 23-Jul-2019 As built architectural drawing, structural drawing, load plan has
been found on site, though DEA report not prepared yet. Factory authority
engaged a consultant name BD Technology who are currently working on finalizing
the DEA. CVV2: 27-Jan-2020 As built architectural drawing, structural drawing,
load plan has been found on site, DEA report has been prepared and submitted to
DIFE for approval (Not found at site), only submission letter of that is available.
oY CVV3: 10-Sep-2020 As built architectural drawing, structural drawing, load plan
has been found on site, DEA report has been prepared and submitted to DIFE for
approval (Not found at site), only submission letter of that is available. CVV5:
15-09-2021 As built architectural drawing, structural drawing, load plan has been
found on site, DEA report has been prepared and submitted to DIFE for approval .
Only design , drawing & submission letter of that is available.
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] Verify in-situ concrete stresses by 100mm dia. cores for B2 column of the factory

Building.
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CVV1: 23-Jul-2019 Core test report has been found on site. CVV2: 27-Jan-2020
Core test report has been found on site. CVV3: 10-Sep-2020 Evidence of core
B3] cutting has been found. But no test report has been found during visit day. CVV4-:
15-09-2021 Evidence of core cutting has been found. But no test report has been
found during inspection day.
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] A Detail Engineering Assessment of Factory to be commenced, see attached
Scope.
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CVV1: 23-Jul-2019 Factory authority engaged a consultant name BD Technology
who are currently working on finalizing the DEA. CVV2: 27-Jan-2020 DEA report
has been prepared and submitted to DIFE for approval (Not found at site), only
submission letter of that is available. CVV3: 10-Sep-2020 DEA report has been
RS prepared and submitted to DIFE for approva (Not found at site ), only submission
letter of that ise available. CVV4: 15-09-2021 As built architectural drawing,
structural drawing, load plan has been found on site, DEA report has been
prepared and submitted to DIFE for approval . Only design , drawing , floor load
plan & submission letter of that is available.
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] Produce and actively manage a loading plan for all floor plates of the Building,
giving consideration to floor capacity and column capacity.
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CVV1: 23-Jul-2019 This issue will be covered in DEA. CVV2: 27-Jan-2020 This
issue will be covered in DEA. CVV3: 10-Sep-2020 This issue will be covered in
o DEA. CVV5: 15-09-2021 As built architectural drawing, structural drawing, load
plan has been found on site, DEA report has been prepared and submitted to DIFE
for approval . Only design , drawing , floor load plan & submission letter of that is
available.
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F4SFH  |Detail Engineering Assessment to be completed.
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CVV1: 23-Jul-2019 Engaged consultant BD Technology currently working on
finalizing the DEA. As per verbal confirmation from factory authority & consultant
responsible person, all required documents will be submitted to DIFE within first
half of September 2019. CVV2: 27-Jan-2020 DEA report has been prepared and
submitted to DIFE for approval (Not found at site ), only submission letter of that
&7 is available. CVV3: 10-Sep-2020 DEA report has been prepared and submitted to
DIFE for approval (Not found at site), only submission letter of that is available.
CVV5: 15-09-2021 As built architectural drawing, structural drawing, load plan has
been found on site, DEA report has been prepared and submitted to DIFE for
approval . Only design , drawing , floor load plan & submission letter of that is
available.
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IS |Continue to implement load plan for Building.
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CVV1: 23-Jul-2019 Load plan has not been implemented yet. CVV2: 27-Jan-2020
Load plan has not been implemented yet. CVV3: 10-Sep-2020 Load plan has not
been implemented yet. CVV4: 15-09-2021 Load plan has not been implemented
yet.
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As built architectural and engineering drawings to be prepared and submitted for
I approval by appropriate authorities. As part of this process the building engineer

will be required to make a number of checks on the structural design.
EUGSE

iR v %

SR |2

Defellel

CVV1: 23-Jul-2019 As-built architectural drawing, structural drawing, load plan
has been found on site whereas DEA report not prepared yet. Factory authority will
submit required documents to DIFE for approval within first half of September,
2019. CVV2: 27-Jan-2020 As-built architectural drawing, structural drawing, load
plan & DEA report have been prepared and submitted to DIFE for approval, only
B3] submission letter of that is available. CVV3: 10-Sep-2020 As-built architectural
drawing, structural drawing, load plan & DEA report have been prepared and
submitted to DIFE for approval ,only submission letter of that is available. CVV4:
15-09-2021 As built architectural drawing, structural drawing, load plan has been
found on site, DEA report has been prepared and submitted to DIFE for approval .
Only design , drawing & submission letter of that is available.




