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=% | Steel or temporary structure not conforming to Type-I construction on Roof-top of
s4&%| building more than 4 storey high

3.8, IS

I35 | Remove temporary structure from roof top
P

FEYEHE (We have not taken any action but agreed to complete the issue within the given
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smwde | Inadequate horizontal separation [I Makeshift Loft constructed over Generator room
s4&@%d|used for storage of finished goods

I
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R.S. I

[ Provide design drawings to demonstrate how designated storage areas, offices
S and work areas should be separated with firerated walls and doors according to the

Guideline occupancy separation will be achieved. [l Retrofitting of internal layout
needed with appropriate drawings following guidelines.

I |We have not taken any action but agreed to complete the issue within the given

IE  [timeline.

IEFE| v %2
Wﬁ 22-350-2049
m 0y—03—sa90
WWQ > ERGIIEE)

&7 2022-07-04 00:00:00



https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25193/0/2.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25193/0/2.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25193/1/2-1.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25193/0/2.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25193/1/2-1.jpg

smwde | Protection against propagation of fire through voids in interior and exterior walls not
s4{&@%4d|equivalent to the fire resistance rating of the wall
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F59 |l Retrofitting drawing of internal layout needed as per guidelines.
EUGSE

FHYEHE (We have not taken any action but agreed to complete the issue within the given

IEES  [timeline.
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vt [l Door width less than minimum (1.0m) I Sum of the widths of doors less than required I Door
s{&S-|do not swing in the direction of flow [l Corridor and Passageways width less than minimum

ImM

RGN
KRG
8.5. SN
S [l Provide drawings to arrange adequate number of doorways at each floor as per the
Guidelines and produce the plan for construction of these doorways.
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pap e We have not taken any action but agreed to complete the issue within the given timeline.
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[l Keep corridors and passageways on escape routes free of any obstructions to ensure
FH unobstructed path of travel along the aisles, corridors, and passageways to the exits [

Relocate work benches, temporary storage in such a way that corridors, passageways and
aisles are at least 1.0m wide on all escape routes

o] We have not taken any action but agreed to complete the issue within the given timeline.
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[ Interior staircase not protected through smoke-proof enclosures [l Stair width less than
= |required [ Landing dimension less than stair width [ Handrails height less than required I
4=+ Number of Handrails less than required [l Stairway door not Fire Door [ Exit access door not
swing in the direction of flow [l No Auto door closer [ Obstruction in Stairway

I
R
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[l Produce design drawings to demonstrate how stairways are to be made of adequate
¥4 |dimensions and appropriate specifications and to be converted into smoke-proof enclosures
equipped with Fire-rated side swinging doors opening in the direction of travel at each floor.
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We have not taken any action but agreed to complete the issue within the given timeline.
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F%% |l Remove obstructions from stairways
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AT
chﬂ No Smoke and Heat Vents

I
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vy IHESH
I |l Provide smoke and heat vents as required (e.g. Storage, etc.)

EUESE

I |We have not taken any action but agreed to complete the issue within the given
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IR b I
% 22-30-2039
%W 05—=05—3d90
;{:L{?" ENGIEE)

RS 2022-07-04 00:00:00



https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25199/0/6.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/25199/0/6.jpg

WCTD No Fire Lift in building
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] [ Provide drawings and plans for installation of Fire Lift as per the specifications

provided in the Guidelines.
EUESE

I |We have not taken any action but agreed to complete the issue within the given

IEFS  |timeline.
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= [ No Bangla and English Exit instructions in case of emergency [ No Bangla signs for
s74@ | lifts and stairs [l Means of Escape lack Emergency Lighting
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b.S. I

[ Provide adequate number and type of illuminated exit signs so that exits can be
IS |seen from all corridors and evacuation paths. [l Provide English and Bangla Exit
instructions where necessary.

S We implement exit sign at exit way.
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T [l Equip Command Station with all facilities required to meet the Guidelines

requirements.
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I |We have not taken any action but agreed to complete the issue within the given

IE  [timeline.
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"IWCTD Non-standard Cylinder color
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I

[ Provide fire extinguishers that meet the requirements of the Guidelines.
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We use standard color fire extingusher.
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. [ Non-standard Standpipe & Hose system [l Minimum pressure in the standpipe is less
s4@%d|than required [l The size (diameter) of the standpipe is less than the prescribed value
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[l Provide standard Standpipe& Hose system that complies with the Guidelines
S requirements for supply of water, minimum pressure in the standpipe and size

(diameter) of the standpipe. [ Ensure that Siamese connections are available as
specified by the Guidelines
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I |We have not taken any action but agreed to complete the issue within the given

IE  [timeline.
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"I’ﬁ'@%ﬁﬂ Non-standard fire pump
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%9 |l Provide Fire pump with specifications to meet the Guidelines requirements
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FHYEHE (We have not taken any action but agreed to complete the issue within the given
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"IWCTD Non-standard fire detection and alarm system
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[ Provide design drawings for the fire detection and alarm system in accordance
S with the Guideline requirements and hazard situation, (with appropriate

specifications and drawings ) showing how they will be implemented along with
implementation plan.

S We have not taken any action but agreed to complete within the given timeline.
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