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o2 [ One point frame earthing of generator instead of two
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ST [ Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated door for the Generator room.
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FEEH |Initiative has not taken yet but the factory personnel agreed to complete within

IS _|this timeline.
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&S] 06.09.2021: Generator has two point body earthing




WCTD No cable trench with cover
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] [l Provide fire rated enclosure from floor to ceiling and an approved fire door for the
Generator room [l Install appropriate detectors.
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FHEH |Initiative has not taken yet but the factory personnel agreed to complete within

IEFS  |this timeline.
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&S] 06.09.2021: Factory has BBT system.

Uil 0 Connection without lug
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S [l Remove obstruction to ensure access to MDB/MCB Box Ul Ensure well-dressed

cabling with lugs
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FHYEHE [Initiative has taken & the factory personnel agreed to complete within this
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ERS 06.09.2021: Cables are connected with cable lux except some sp breakers.




"IWCTD Undressed messy wire inside
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] [l Remove obstruction to ensure access to MDB/MCB Box Ul Ensure well-dressed

cabling with lugs
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FEEH |Initiative has taken & the factory personnel agreed to complete within this
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N&T] 06.09.2021: Undressed messy wire was not observed.

WCTD Lightning protection system not available
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FFYEHE [Initiative has not taken yet but the factory personnel agreed to complete within

IEFS  |this timeline.
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BRSI 06.09.2021: LPS was not installed.




