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e High over stress has been found in edge column.
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5.5, IS

[$¥@_[Area of overstressed column should not be used for storage. Factory Engineer to review design, loads and columns stresses in the area identified above.
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[Whom is going to carry out the recommendation? ] [How will the recommendation be carried out? ]
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[Remarks from DIFE about the process]

.. IEE

[$@_|Verify insitu concrete stresses either by 100mm dia. cores or existing cylinder strength data for [the identified columns] or [100mm dia. cores from 4 columns].
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3.9, FHE

[F@_[A Detail Engineering Assessment of Factory to be commenced as per the scope of Chapter 6.
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5.8, FEEN
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Produce and actively manage a loading plan for all floor plates within the factory giving consideration to floor capacity and column capacity.
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Detail Engineering Assessment to be completed.
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Continue to implement load plan.
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S Stability of the PEB shed at 3rd floor has to be checked.
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o Review the stability calculation for the shed to ensure it is a robust structure in

both directions.
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A Vertical extension is observed. The building is approved for four storied commercial
ﬁ. : building but the existing buildinglls South-West corner is exteneded up to seven
1 stories.
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o Building engineer to check, collect information and produce accurate and complete
as-built documentation as part of DEA.
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