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কাপ পযেবেণর তথ

করখানার নাম মািহদ এেপা ই েট
িঠকনা Nowpara, Madhabdi, Narsingdi
করখানার েকড NRS006
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ Lacks of vertical bracing in between steel columns was observed.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Building Engineer to review the design of the portal frame with regard to lateral
stability.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ১৫-০৮-২০২২

অগিতর
অবা র হয়িন

মব
CVV1: 10-July-2019 No design review has been found on site during inspection.
CVV2: 10-Sep-2019 No design review has been found on site during inspection.
CVV3: 05-08-2021 No design review of the portal frame with regard to later
stability has been found on site during inspection.

১.২. কযম

কযম Carry out any remedial works as determined by the Building Engineer
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০৪-০১-২০২৩

অগিতর
অবা র হয়িন

মব
CVV1: 10-July-2019 No design review has been found on site during inspection.
CVV2: 10-Sep-2019 No design review has been found on site during inspection.
CVV3: 05-08-2021 No design review of the portal frame with regard to later
stability has been found on site during inspection.

২. পযেবণ



পিরদশন
পযেবণ

Structural design drawing, architectural design drawing, as built drawing, approval
drawing and soil test report have not been found.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
Structural engineer to prepare full set of structural drawing, as built drawing and
prepare/update calculations showing the structural adequacy of the floor system
taking into account the factory design imposed loading and the as built structure.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ১৫-০৮-২০২২

অগিতর
অবা র হয়িন

মব

CVV1: 10-July-2019 As-built architectural drawing, structural drawing, floor load
plan, soil test report and design report has not been found on site during
inspection. CVV2: 10-Sep-2019 No as-built drawing or design report has been
found at site during inspection. CVV3: 05-08-2021: As-built architectural drawing,
structural drawing, floor load plan, soil test report and design report has not been
found on site during inspection.

২.২. কযম

কযম Develop set of as-built drawings showing structure details, loading, dimensions,
levels, foundations and framing on Plan, Section and Elevation drawings.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০৪-০১-২০২৩

অগিতর
অবা র হয়িন

মব

CVV1: 10-July-2019 As-built architectural drawing, structural drawing, floor load
plan, soil test report and design report has not been found on site during
inspection. CVV2: 10-Sep-2019 No as-built drawing or floor load plan has been
found at site during inspection. Further two plastic water tank of 5000 Liter
capacity on 5th floor has been observed. CVV3: 05-08-2021 No as-built drawing
or floor load plan has been found at site during inspection. Further two plastic
water tank of 5000 Liter capacity on 5th floor has been observed.


