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ﬁ'@gql Detailed Engineering Assessment
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ST Detail Engineering Assessment (DEA) should be carried out to check adequacy of

the structures.
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Defellef
19-Apr-2022: CCVV Retrofitting has not been started yet.
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B Intensity of floor loading
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T Other than Ground Floor, all areas of storage loading is to be limited to 40 psf (2

KN/m2).
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&S] 19-Apr-2022: CCVV No storage has been found during the onsite visit.
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] Efflorescence / Dampness is some brick walls were noticed in some places of the

building.
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&S] 19-Apr-2022: CCVV Dampness has been observed on several areas.
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Horizontal and vertical extension
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] No further construction is to be carried out on this building until approval of DEA is

given.
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&S] 19-Apr-2022: CCVV No further construction has been observed.

‘ﬁ'@mfl Distress in primary structural elements
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The owner or user of the building should be vigiland about development of any
] distress, particularly in primary structural elements of the building. If cracks
appear, propagate or widen, detailed assessment and adoption of remedial
measures may become necessary.
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ERS 19-Apr-2022: CCVV No distess in primary structural elements has been observed.
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o Maintenance of the building
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Under the guidance of a qualified structural engineer address all areas of needed
S maintenance by correcting the concerned issues. Also, a maintenance program
should be developed, which will help to address the areas need maintenance at
times and repair them as soon as possible.
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&S] 19-Apr-2022: CCVV No maintenance program has been initiated in the factory.
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e Cracks in stair wall have been found.
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Engage a qualified structural engineer to investigate the type and extent of the
cracks and take proper remediation according the investigation report. Also
FEST  |conitinue to monitor for cracks. If new cracks appear or existing cracks propagate,
extend or widen take immediate action according to the suggestions of qualified
structural engineer.
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&S] 19-Apr-2022: CCVV Several crack on walls have been observed.
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Rust h n rv n steel members.
B ust has been observed on steel members
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] Rust should be removed and protective coating should be applied. A maintenace

program has to be initiated to remove the rust & re-paint the steel members.
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19-Apr-2022: CCVV Rust has been observed on steel sheet of the roof and steel
stair of chilakotha.




