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As built engineering drawing to be prepared and submitted for approval by

IS |appropriate authority. As part of this process building engineer will be required to
make a number of checks on the structural design.

EUGSE

FHYEHE [Factory has not taken any initiative on this but the factory is willing to done it
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12-02-2021,The factory authority submitted As built engineering drawing on 05-
07-2018. During inspection we did not found any design drawing & test reports at
factory. CVV1: 04-03-2021: A submission letter of As Built Drawing have been
found but no drawings and test reports are available on site.
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] Sections of plaster of the wall to be removed to investigate if cracks penetrate into
the building structure. Investigation needed to determine why cracks occurring.
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12-02-2021,The factory authority has not engage any engineering firm to
B3] investigate the reason of crack on brick wall surface. CVV1: 04-03-2021: No
remedial works have been observed.

EIErRG| .
e Considerable Crack Observed

I
3G
FrerelE

9.5, I

S Carry out any remedial actions as directed by the Building Engineer for
considerable crack on wall.
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12-02-2021,The factory authority has not taken any remedial actions. CVV1: 04-
03-2021: No remedial works have been observed.
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Dampness have been observed on masonary wall at different location of the building.
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Carry out repairing and remedial actions as directed by the Building Engineer for
these dampness.
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12-02-2021,During inspection we found dampness on masonary wall. They did not
take any action. CVV1: 04-03-2021: No remedial works have been observed.
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Exposed reinforcement has been found on rooftop. Painting on some rebars were
observed but action was done not in proper way.
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] For durability and serviceability protective coatinting or rust proof paint on surface

is recommended.
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12-02-2021, During inspection we found exposed rebar at office building roof top .
They did not take action. CVV1: 04-03-2021: No remedial works have been
observed.




