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s"%4 [Lacks of horizontal Bracings have been found in the no engineered roof shed. Also
s4&%|there is no proper connectio between the RCC columns and roof trusses.
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ST Design should be checked by the Building Engineer to verify the lateral stability of
the shed and confirm the requirement of any bracing in the long direction.
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par e Engineer will verify the lateral stability of the shed.
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e 28.09.2020: Factory was not co-operative. So we could not able to conduct CAP
varification visit.




