
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর সু িমক, কমঠ হত আসেব এবার
নব ভত”

  

কাপ পযেবেণর তথ

করখানার নাম এ এম িস নীট কেািজট িল:
িঠকনা Baniararchala, Member Bari, Gazipur Sadar, Gazipur
করখানার েকড GZP022
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  ২৬-০২-২০২৩
১. পযেবণ



পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Areas above the over stressed column not to be used for storage.
সুপািরেশর
তথসূ
করখানার
কযম Not taken any action yet but they have agreed to complete within timeline.

অািধকর অিবলে
চূড়া
সময়সীমা ১৪-০৬-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection no storage has been observed on areas. 18th
October 2020: No over loading observed in this specific zone at the time of
inspection. 20th January 2021: No overloading found in the specific area.
09.06.2021: They have submitted the documents to DIFE for approval. On-site
they were missing several documents of the buildings. The top floor was used for
storage. 11/08/2022: DEA report must be resubmitted to DIFE for approval as
soon as possible. Overloading was found on floor. 26.02.2023: DEA report must be
resubmitted to DIFE for approval as soon as possible. Overloading was found on
floor.

 সংযুসমূহ (৪) 

         

২. পযেবণ
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পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Factory Engineer to review design, loads and columns stresses in all column.
সুপািরেশর
তথসূ
করখানার
কযম

Not taken any action yet but they have agreed to complete within timeline. Factory
will engage its consultant to commence the action.

অািধকর অিবলে
চূড়া
সময়সীমা ১৪-০৬-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection as-built drawings & DEA report have been
found for 6-storey and 7-storey production building. Factory submitted their
design documents only for 6-storey building to DIFE on dated 24.09.2018 and
relevant documents of 7 story are submitted to ACCORD. 18th October
2020:During inspection as-built drawings & DEA report have been found for 6-
storey and 7-storey production building. Factory submitted their design documents
only for 6-storey building to DIFE on dated 13.09.2020 and relevant documents of
7 story are submitted to ACCORD. 20th January 2021:Hard copy of design drawing
not found on site. They submitted their design documents only for 6-storey
building to DIFE on dated 24.09.2018 and relevant documents of 7 story are
submitted to RSC. No overloading found in the specific area. They resubmitted
some drawing of ancillary buildings on 09/11/2020. 09.06.2021: They have
submitted the documents to DIFE for approval. On site they were missing several
documents of the buildings. 11/08/2022: DEA report must be resubmitted to DIFE
for approval as soon as possible. Overloading was found on floor. 26.02.2023: DEA
report must be resubmitted to DIFE for approval as soon as possible. Overloading
was found on floor."

 সংযুসমূহ (৪) 

         

৩. পযেবণ

https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/0/2 (1).jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/0/2 (1).jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/1/2 (2).jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/1/2 (2).jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/0/1 & 2 -1.png
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/0/1 & 2 -1.png
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/0/2 (1).jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/1/2 (2).jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/0/1 & 2 -1.png
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29482/1/1 & 2 -2.png


পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
Verify insitu concrete stresses by taking 100mm diameter cores from A4 & K4
columns at ground floor. Verify reinforcement grade, diameter and number of bars
in column.

সুপািরেশর
তথসূ
করখানার
কযম

Not taken any action yet but they have agreed to complete within timeline. Factory
will engage its consultant to commence the action.

অািধকর অিবলে
চূড়া
সময়সীমা ১৪-০৬-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection core test report was available on site. 18th
October 2020: Core cutting evidence and test report found on site at the time of
inspection. Factory submitted their design documents only for 6-storey building to
DIFE on dated 13.09.2020 and relevant documents of 7 story are submitted to
ACCORD. 20th January 2021: Hard copy of design drawing not found on site. They
submitted their design documents only for 6-storey building to DIFE on dated
24.09.2018 and relevant documents of 7 story are submitted to RSC. No
overloading found in the specific area. They resubmitted some drawing of ancillary
buildings on 09/11/2020. 09.06.2021: They have submitted the documents to DIFE
for approval. On site they were missing several documents of the buildings. Core
test reports were not found. 11/08/2022: DEA report must be resubmitted to DIFE
for approval as soon as possible. 26.02.2023: DEA report must be resubmitted to
DIFE for approval as soon as possible.

 সংযুসমূহ (২) 

    

৪. পযেবণ

https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29483/0/3.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29483/0/3.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29483/0/3-6.png
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29483/0/3.jpg
https://lima.dife.gov.bd/uploads/rtm/cap_item_details/29483/0/3-6.png


পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম A Detail Engineering Assessment of Factory to be commenced, see attached
Scope.

সুপািরেশর
তথসূ
করখানার
কযম

Not taken any action yet but they have agreed to complete within timeline. Factory
will engage its consultant to commence the action.

অািধকর অিবলে
চূড়া
সময়সীমা ১৪-০৬-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection as-built drawings & DEA report have been
found for 6-storey.Factory submitted their design documents only for 6-storey
building to DIFE on dated 24.09.2018. 18th October 2020: During inspection as-
built drawings & DEA report have been found for 6-storey.Factory submitted their
design documents only for 6-storey building to DIFE on dated 13.09.2020. 20th
January 2021: Hard copy of design drawing not found on site. They submitted their
design documents only for 6-storey building to DIFE on dated 24.09.2018 and
relevant documents of 7 story are submitted to RSC. No overloading found in the
specific area. They resubmitted some drawing of ancillary buildings on
09/11/2020. 09.06.2021: They have submitted the documents to DIFE for
approval. On site they were missing several documents of the buildings. DEA
report was found for 1 building but rest of them were missing. 11/08/2022: DEA
report must be resubmitted to DIFE for approval as soon as possible. 26.02.2023:
DEA report must be resubmitted to DIFE for approval as soon as possible.

 সংযুসমূহ (২) 

    

৫. পযেবণ
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পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম Produce and actively manage a loading plan for all floor plates within the factory
giving consideration to floor capacity and column capacity.

সুপািরেশর
তথসূ
করখানার
কযম

Not taken any action yet but they have agreed to complete within timeline. Factory
will engage its consultant to commence the action.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ১২-০৭-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection floor load plan was available on site for both
buildings but has not been found posted in 6-storey building. 18th October
2020:During inspection floor load plan was available on site for both buildings but
has not been found posted in 6-storey building. Factory submitted their design
documents only for 6-storey building to DIFE on dated 13.09.2020. 20th January
2021:Hard copy of design drawing not found on site. They submitted their design
documents only for 6-storey building to DIFE on dated 24.09.2018 and relevant
documents of 7 story are submitted to RSC. No overloading found in the specific
area. They resubmitted some drawing of ancillary buildings on 09/11/2020.
09.06.2021: Load plan was not posted on the floors and was not found on site.
11/08/2022: DEA report must be resubmitted to DIFE for approval as soon as
possible. 26.02.2023: DEA report must be resubmitted to DIFE for approval as
soon as possible.

 সংযুসমূহ (২) 

    

৬. পযেবণ
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পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

৬.১. কযম

কযম Detail Engineering Assessment to be completed.
সুপািরেশর
তথসূ
করখানার
কযম Not taken any action yet but they have agreed to complete within timeline.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ১২-০৭-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection as-built drawings & DEA report have been
found for 6-storey.Factory submitted their design documents only for 6-storey
building to DIFE on dated 24.09.2018. 18th October 2020: During inspection as-
built drawings & DEA report have been found for 6-storey.Factory submitted their
design documents only for 6-storey building to DIFE on dated 24.09.2018. 20th
January 2021: Hard copy of design drawing not found on site. They submitted their
design documents only for 6-storey building to DIFE on dated 24.09.2018 and
relevant documents of 7 story are submitted to RSC. No overloading found in the
specific area. They resubmitted some drawing of ancillary buildings on
09/11/2020. 09.06.2021: They have submitted the documents to DIFE for
approval. On site they were missing several documents of the buildings. DEA
report was found for 1 building but rest of them were missing. 11/08/2022: DEA
report must be resubmitted to DIFE for approval as soon as possible. 26.02.2023:
DEA report must be resubmitted to DIFE for approval as soon as possible.

 সংযুসমূহ (২) 

    

৭. পযেবণ
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পিরদশন
পযেবণ Highly stressed column

কাপ
আইেটম
কাটগির

৭.১. কযম

কযম Continue to implement load plan.
সুপািরেশর
তথসূ
করখানার
কযম

Not taken any action yet but they have agreed to complete within timeline. After
completion of load plan factoory will assign its staff to ensure the implementation.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ৩০-১১-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

4th February 2020: During inspection floor load plan was available on site for both
buildings but has not been found posted in 6-storey building. 18th October 2020:
During inspection floor load plan was available on site for both buildings but has
not been found posted in 6-storey building. 20th January 2021: Load plan has not
been found posted in 6-storey building. Hard copy of design drawing not found on
site. They submitted their design documents only for 6-storey building to DIFE on
dated 24.09.2018 and relevant documents of 7 story are submitted to RSC. No
overloading found in the specific area. They resubmitted some drawing of ancillary
buildings on 09/11/2020 09.06.2021: Load plan was not posted on the floors and
was not found on site. 11/08/2022: DEA report must be resubmitted to DIFE for
approval as soon as possible. 26.02.2023: DEA report must be resubmitted to DIFE
for approval as soon as possible.

৮. পযেবণ



পিরদশন
পযেবণ Building Approval

কাপ
আইেটম
কাটগির

৮.১. কযম

কযম
As-built architectural and structural drawings to be prepared for unapproved
buildings and sheds and submitted for approval by appropriate authority. As part
of this process the building engineer will be required to make a number of checks
on the structural design as described in the following recommendation.

সুপািরেশর
তথসূ
করখানার
কযম

Not taken any action yet but they have agreed to complete within timeline. Factory
will apply to local authority to get the approval of unapproved buildings.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ১২-০৭-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

4th February 2020: During inspection as-built drawings for unapproved buildings
and sheds have been found on site without design report. 18th October 2020:
During inspection as-built drawings for unapproved buildings and sheds have been
found on site Factory submitted their design documents only for 6-storey building
to DIFE on dated 13.09.2020 and relevant documents of 7 story are submitted to
ACCORD. 20th January 2021:Hard copy of design drawing not found on site. They
submitted their design documents only for 6-storey building to DIFE on dated
24.09.2018 and relevant documents of 7 story are submitted to RSC. No
overloading found in the specific area. They resubmitted some drawing of ancillary
buildings on 09/11/2020 09.06.2021: They have submitted the documents to DIFE
for approval. On-site they were missing several documents of the buildings.
11/08/2022: Factory has received approval drawing from local authorities.
26.02.2023: Factory has received approval drawing from local authorities.

 সংযুসমূহ (৪) 
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