
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম এ.এস.আর েসােয়টর িলঃ
িঠকনা Mulaied, Maona, Sreepur, Gazipur
করখানার েকড GZP042
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ

There is inconsistency between the structural drawing and the actual roofing system.
Structural drawing shows truss system in the roof whereas the roof is actually rafter
and purlin supported.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Building Engineer to check the structural adequacy of the roof system.
সুপািরেশর
তথসূ
করখানার
কযম

[Whom is going to carry out the recommendation?] [How will the
recommendation be carried out?]

অািধকর ৬ সাহ
চূড়া
সময়সীমা ০১-০১-১৯৭০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব 23.02.2021: They have done drawings and designs and submitted to ACCORD for
approval but still not approved yet.

১.২. কযম

কযম Carry out any structural alterations as advised by the Structural engineer.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব 23.02.2021: They have done drawings and designs and submitted to ACCORD for
approval but still not approved yet.

২. পযেবণ



পিরদশন
পযেবণ

Horizontal and vertical bracing has not been found along the span, which seems to be
insufficient to resist lateral load.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Design should be checked by the Building Engineer to verify the lateral stability of
the shed and confirm the requirement of any bracing in the long direction.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব
23.02.2021: Horizontal and Vertical bracings were found according to their
drawings. They have done drawings and designs and submitted to ACCORD for
approval but still not approved yet.

২.২. কযম

কযম Install horizontal and vertical bracing if required.
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব
23.02.2021: Horizontal and Vertical bracings were found according to their
drawings. They have done drawings and designs and submitted to ACCORD for
approval but still not approved yet.


