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o [ One point frame earthing of generator instead of two
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T [ Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated door for the Generator room.
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07.10.2020: Generator has one point body earthing. 14.01.2021: Generator has one
point body earthing. 11.04.2021: Generator has two point body earthing
16.08.2022: Two point frame earthing of generator were observed. 12-04-2023 :
Only two earthing pit found for two generator.
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] [l Provide fire rated enclosure from floor to ceiling and an approved fire door for the
Generator room [l Install appropriate detectors.
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07.10.2020: No cable trench was observed. 14.01.2021: Cable trench was
B3] observed. 11.04.2021: Cable trench was covered by wooden board. 16.08.2022:
Cable trench were not found by covered. 12-04-2023: Same as previous.
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cabling with lugs
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07.10.2020: Cables Cable ends not properly soldered. 14.01.2021: Cables are
connected with cable lux except some SP breakers. 14.04.2021: Cables are

B3] connected with cable lug. 16.08.2022: 1.Easy access to MDB/MCB Box were found
properly. 2.Cable ends were found with proper size lugs. 12-04-2023 : Same as
previous.
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o [ Connection without lug
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07.10.2020: Cables connected without proper cable lug in one circuit breaker.
e 14.01.2021: Cables are connected with cable lux except some SP breakers.
16.08.2022: Cables were found with proper size lugs. 12-04-2023: Same as
previous.
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07.10.2020 Undressed messy wire was not observed. 14.01.2021: Undressed messy
B3] wire was observed. 14.04.2021: Cables are connected with cable lug. 16.08.2022:
Undressed messy wire were not observed. 12-04-2023 : Same as previous.
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[ Lightning protection system not available
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[l Provide appropriate Lightning protection system. [l Provide air termination
network
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07.10.2020: LPS was not installed. Lightning protection system is not installed on
the building as per the design and drawing DIFE for final approval. 14.01.2021: LPS
was not installed. 11.04.2021: LPS was not installed. 16.08.2022: LPS drawing has
been approved by DIFE but factory not yet installed LPS system. 12-04-2023 :
Same as previous.
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