
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর সু িমক, কমঠ হত আসেব এবার
নব ভত”

  

কাপ পযেবেণর তথ

করখানার নাম বিনক ফাশনস িলঃ
িঠকনা Plot # 789, BSCIC Industrial Estate Konabari, Gazipur
করখানার েকড GZP053
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ Moderate Overstresses have been found in corner column (A/5) and edge column (B/5).

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Structural Engineer to be reviewed the structural design, loads and columns stresses in area identified
above.

সুপািরেশর
তথসূ
করখানার
কযম Engineer will review the structural design, loads and columns stresses

অািধকর েযাজ নয়
চূড়া
সময়সীমা ১৪-০৯-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

Visit date : 13 Aug 2020: Design review report has not been found during inspection 12th November
2020:Factory concern did not engage any consultant to review the structural design, loads and columns
stresses.A/5,B/5 columns are stressed because 16 inch build up observed in toilet zone. 14 feb 2021:
Factory concern did not engage any consultant to review the structural design, loads and columns
stresses.A/5,B/5 columns are stressed because 16 inch build up observed in toilet zone. 08 June 2021:
Factory concern did not engage any consultant to review the structural design, loads and columns
stresses.A/5,B/5 columns are stressed because 16 inch build up observed in toilet zone.

১.২. কযম

কযম Verify in situ concrete stresses either by 100mm dia. cores or existing cylinder strength data for [the
identified columns] or [100mm dia. cores from 4 columns].

সুপািরেশর
তথসূ
করখানার
কযম

Engineer will verify in situ concrete stresses either by 100mm dia. cores or existing cylinder strength
data.

অািধকর
চূড়া
সময়সীমা ১৪-০৯-২০১৬

সংেশািধত
সময়সীমা -

অগিতর
অবা চলমান

মব
Visit date : 13 Aug 2020: Cores test data have been found during inspection 12th November 2020:Core
test report found on site but not submitted to DIFE yet. 14 feb 2021: Core test report found on site 08
June 2021: Core test report found on site

১.৩. কযম

কযম Produce and actively manage a loading plan for all floor plates within the factory giving consideration to
floor capacity and column capacity.

সুপািরেশর
তথসূ
করখানার
কযম Floor load plan will be produced by the Engineer.

অািধকর
চূড়া
সময়সীমা ০২-০২-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

Visit date : 13 Aug 2020: Load plan has not been found 12th November 2020:Factory concern did not
engage any consultant to produce and actively manage a loading plan for all floor plates. 14 feb 2021:
Load plan has not been found and Factory concern did not engage any consultant to produce loading
plan. 08 June 2021: Load plan has not been found and Factory concern did not engage any consultant to
produce loading plan.




