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=% [Apparently inadequate horizontal bracing along the span of the roof truss. No tie beams
s4@%| have been observed between the internal columns to provide lateral stability.
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FI539  |Building Engineer to check the lateral stability of roofing system.
EUGSE

FEEH|[Whom is going to carry out the recommendation? ] [How will the
IEF  |[recommendation be carried out? ]
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IS |Install horizontal bracings if required.
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S Structural drawings are not consistent with the as-built arrangement of the factory.
‘ﬁ’@%ﬁ Structural drawing shows that the roof truss consists with single gable, however, three
gables have been observed in the roof truss during visual inspection.
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ST Building Engineer should prepare full set of structural drawings according to the

existing condition.
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%4 [Dampness found on the wall of production building due to seepage of rain water from
=% outside.
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o Building Engineer to assess cause of dampness and carry out repair/remedial

works as required.
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o A full set of drawing is need prepare for the whole factory premises.
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] Building Engineer should prepare full set of architectural & structural drawings
according to the existing condition.
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e A non engineering shed has been constructed at roof of 2 story building
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Building Engineer need to review the DEA
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