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"% [High loading observed in 1st floor. Stacked materials are finished products. Height of
s74@ 4| stack oll-oll and loading approximately 60 psf.
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5.5, FESH

] Produce and actively manage a loading plan for all floors within the factory giving
consideration to floor capacity and column capacity.
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P |We will be assign with design and consultant firm.Our concern design and
IS |consultant firm will provide loading plan and we will implement properly
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25.02.2021: No Designs and drawings also load plans were there nor posted on the
BRS walls. Overload was observed on the floor and also on the stair case of the
building. DEA is needed to be performed. 05.09.2021: Same as previous
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IS |Continue to implement load management plan.
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ST We will take action accordingly
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25.02.2021: No Designs and drawings also load plans were there nor posted on the
walls. A shed was built on the top floor without permission. A new building was
built without permission. DEA is needed to be performed. 05.09.2021: Same as
previous
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Water ponding observed on roof due to water rain water and leakage of pipe.
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Proper slope to be ensured to prevent the water logging. Carry out maintenance
work.
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We will take action accordingly and we will complete
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25.02.2021: No actions were taken to prevent water ponding and water leakage.
05.09.2021: Same as previous




