
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম হউজ অব কাপস এ িথং িলঃ

িঠকনা Holding-71, Block-B, Word-9, Road-5, T&TCommunication Road, Chandana,
Gazipur

করখানার েকড GZP149
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ

Column dimensions mentioned in the column schedule do not match with the as built
column dimension.In drawing corner column is 10”x20” but is 10”x15” in existing
condition.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Building Engineer to survey as constructed building and prepare as build layout
accordingly.

সুপািরেশর
তথসূ
করখানার
কযম

We will be assign with design and consultant firm.they will take action accordingly
and they will complete

অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা
মব 1900-01-02 00:43:12

১.২. কযম

কযম Update calculations showing the structural adequacy of the building structure
taking into account the factory design imposed loading and the as built structure.

সুপািরেশর
তথসূ
করখানার
কযম

We will be assign with design and consultant firm.they will take action accordingly
and they will complete

অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা

মব 02.03.2021: Mismatch was still found on the structure and retrofitting was
suggested when they finished DEA. No action was taken further.

২. পযেবণ



পিরদশন
পযেবণ

Soil test report, floor load plan, machine layout plan and material test report are not
available.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
Structural engineer to prepare full set of documents and repare/update
calculations showing the structural adequacy of the floor system taking into
account the factory design imposed loading and the as built structure.

সুপািরেশর
তথসূ
করখানার
কযম

We will be assign with design and consultant firm.they will take action accordingly
and they will complete

অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব
02.03.2021: Designs and drawings were not found on-site and retrofitting was
suggested when they finished DEA. They submitted the drawings to RSC but they
didn’t repond till now. No action was taken further.


