
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম েচনাট ইারাশনাল িলঃ
িঠকনা Hazi Azmot Ali Plaza, Degerchala, Hurricane Bus Stand, N/U, Gazipur
করখানার েকড GZP067
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ



পিরদশন
পযেবণ Moderate over stresses have been found in central and edge column

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Factory Engineer to review design, loads and columns stresses in area identified above.
সুপািরেশর
তথসূ
করখানার
কযম

[Whom is going to carry out the recommendation?] [How will the recommendation be
carried out?]

অািধকর ৬ সাহ
চূড়া
সময়সীমা ০১-০১-১৯৭০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.

১.২. কযম

কযম Verify in situ concrete stresses either by 100mm dia. cores or existing cylinder strength
data for [the identified columns] or [100mm dia. cores from 4 columns].

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা -

অগিতর
অবা র হয়িন

মব On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.

১.৩. কযম

কযম Produce and actively manage a loading plan for all floor plates within the factory giving
consideration to floor capacity and column capacity

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.



২. পযেবণ

পিরদশন
পযেবণ

Inconsistencies found between structural design drawing and as constructed
arrangement of the factory. Column layout plan in structural design drawing is not
matched with existing condition. Practically we found column size of 10”x15” but
documentarily, no column size of same dimension is available.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
Structural engineer has to survey this factory and prepare as built structural
drawing, floor load plan and prepare/update calculations showing the structural
adequacy of the floor system taking into account the factory design imposed
loading and the as built structure.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.


