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"Pﬁﬁ%ﬁ Moderate over stresses have been found in central and edge column
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Factory Engineer to review design, loads and columns stresses in area identified above.
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[Whom is going to carry out the recommendation? ] [How will the recommendation be
carried out?]
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On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.
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Verify in situ concrete stresses either by 100mm dia. cores or existing cylinder strength
data for [the identified columns] or [100mm dia. cores from 4 columns].
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On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.

5.9, FESH

P

Produce and actively manage a loading plan for all floor plates within the factory giving
consideration to floor capacity and column capacity
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On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.




Inconsistencies found between structural design drawing and as constructed
CIEIRE arrangement of the factory. Column layout plan in structural design drawing is not
s4@Sd|matched with existing condition. Practically we found column size of 10lx15l but
documentarily, no column size of same dimension is available.
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2.5, I
Structural engineer has to survey this factory and prepare as built structural
ST drawing, floor load plan and prepare/update calculations showing the structural
adequacy of the floor system taking into account the factory design imposed
loading and the as built structure.
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] On 17/8/2020:Factory concern person did not allow us to Inspect. On
15/11/2020:Factory concern person did not allow us to Inspect.




