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A Documents such as Floor load plan & Material test report are not available
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ST Prepare the Floor load plan & Material test report by qualified engineer and should
be kept on site for review.
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We have prepared Load plan.We have taken load manager and he is working about
load implementation according to provided load plan. We will take action
accordingly about material test report and we will complete.
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On 19/8/2020:Factory found closed.They will start their operation from 1/9/2020.
15.11.2020: A incomplete drawings and DEA report has been found on site of two
storied building and Steel building and generator building has no design drawing
and these two buildings are not included in the DEA Report.Need to prepare a full
FRTJ set of drawings of all building. On 23 May 2021:Factory concern submitted DEA to
DIFE via mail on 22/57 2021.No design drawing found on site. 9th August 2021:
Factory concern submitted DEA to DIFE via mail on 22/5/ 2021.Design drawing
found on site.Hard copy had not been submitted to DIFE due to lock down
situation.




I |"As built drawing, floor load plan, machine layout plan, soil test report and test report
=< of construction materials have not been found."
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"Engage a qualified engineer to prepare structural drawing, as built drawing and
S manage approval from concern and prepare/update calculations showing the

structural adequacy of the floor system taking into account the factory design
imposed loading and the as built structure. "

FEEH|We will be asign with design and consultant firm.they will take action accordingly
I |and they will complete
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15.11.2020: A incomplete drawings and DEA report has been found on site of two
storied building and Steel building and generator building has no design drawing
and these two buildings are not included in the DEA Report.Need to prepare a full
set of drawings of all building. On 23 May 2021:Factory concern submitted DEA to
DIFE via mail on 22/57 2021.No design drawing found on site. 9th August 2021:
Factory concern submitted DEA to DIFE via mail on 22/5/ 2021.Design drawing
found on site.Hard copy had not been submitted to DIFE due to lock down
situation.
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Concrete spalling from ceiling due to intrusion of water.
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IS |All of the exposed rebar to be sealed with proper treatment.
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] We have taken action accordingly and we have completed
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15.11.2020:Need to repair all the spalling immediately drawings of all building. On
&S] 23 May 2021:No action had been taken in this regard. 9th August 2021:No action
had been taken in this regard.

‘ﬁ.@gql "Dampness has been found due to water ponding previously in the ceiling of 1st floor. "
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] "A qualified engineer should be involved for maintenance by correcting the
identified issues. "
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oy We have taken action accordingly
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15.11.2020: Dampness has been found on different areas need to repair as soon as
B3] possible. On 23 rd May 2021:Dampness found on some partition walls. 9th August
2021:Dampness found in some areas.




B Structural analysis report for steel structure (Left Side).
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] "A qualified engineer should be involved for maintenance by correcting the
identified issues. "
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W “|We have taken action accordingly and we will complete.
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15.11.2020:Steel building has no details need to prepare all the documents
including design drawings and structural analysis. On 23 rd May 2021:This part is
RS) related with DEA . 9th August 2021: Factory concern submitted DEA to DIFE via
mail on 22/57 2021.Design drawing found on site.Hard copy had not been
submitted to DIFE due to lock down situation.
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e Billboard at Roof
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S "A qualified engineer should be involved for maintenance by correcting the
identified issues. "
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W “|We have taken action accordingly and we will complete.
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15.11.2020: A big size billboard has been found on two storied building roof need
e check structural stability On 23 rd May 2021:A billboard observed at roof at the
time of inspection.Factory concern told us they will remove it as soon as possible..
oth August 2021:Bill board has already been removed.




