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o2 Building-1 Loading intensity
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ST Loading intensity should be strictly maintained within 60 psf (3.0 kn/m2) at any
location of the building.
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CVV1: 12-Feb-2019 Load intensity has been found within allowable limit CVV2:
BRI 17-Nov-2019 Load intensity has been found within allowable limit CVV3: 06-Sep-
2020 Load intensity has been found within the allowable limit.




o Building-1 Preparation of as built drawing
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There are significent differences between the dimensions of existing column and
IS |those mentioned in the undated drawings. So,consultants are strongly recommend

to construct built-in drawing of the different structural elements of the building.
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CVV1: 12-Feb-2019 N/A CVV2: 17-Nov-2019 Updated as-built drawing has been
&7 found at site. CVV3: 06-Sep-2020 Retrofitting work is ongong and drawings are
available on site.
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B Building-1 Distress
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Owners/factory users should obseve the development of any distress particularly
IS |in primary structural elements, if any cracks appear,propagate & widen then detail
assessment and adoption of remedial measures may become necessary.
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CVV1: 12-Feb-2019 No cracks have been observered during inspection CVV2: 17-
RS) Nov-2019 No cracks have been observered during inspection CVV3: 06-Sep-2020
No crack has been observered during inspection.




B Building-1 Extension
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F5F9  |No horizontal & vertical extention shall be made without detail investigation.
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CVV1: 12-Feb-2019 No vertical and horizontal expansion have been found. CVV2:
RS 17-Nov-2019 No vertical and horizontal expansion have been found. CVV3: 06-
Sep-2020 No vertical and horizontal expansion has been found.
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o Building-2 Loading intensity
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] Loading intensity should be strictly maintained within 60 psf (3.0 kn/m2) at any
location of the building.
EUESE
LhlkE]
FRAEH
I
SEFHE| ==
R |
B aliall
wenEe |
:ﬁ;H§4 ENGIIEE
CVV1: 12-Feb-2019 Load intensity has been found within allowable limit CVV2:
NRTJ 17-Nov-2019 Load intensity has been found within allowable limit CVV3: 06-Sep-
2020 Load intensity has been found within allowable limit.
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There are significent differences between the dimensions of existing column and
FIEST  |those mentioned in the undated drawings.so,consultants are strongly recommend

to construct built-in drawing of the different structural elements of the building.
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CVV1: 12-Feb-2019 Column size in the extension building have been found
mismatched with respect to as built drawings. CVV2: 17-Nov-2019 Column size in
the extension building have been updated with respect to as built drawings. CVV3:
06-Sep-2020 Updated drawings has been found available at site.




B Building-2 Distress
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Owners/factory users should obseve the development of any distress particularly
IS |in primary structural elements, if any cracks appear,propagate & widen then detail
assessment and adoption of remedial measures may become necessary.
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CVV1: 12-Feb-2019 No cracks have been observered during inspection CVV2: 17-
Nov-2019 No cracks have been observered during inspection CVV3: 06-Sep-2020
No crack in primary structural elements has been observered during inspection.
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No horizontal & vertical extention shall be made without detail investigation.
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CVV1: 12-Feb-2019 No vertical and horizontal expansion have been found. CVV2:
17-Nov-2019 No vertical and horizontal expansion have been found. CVV3: 06-
Sep-2020 No vertical and horizontal expansion have been observed.




