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e [l Exit signs not illuminated at all times U Directional signs missing [l No Bangla and
‘ﬁ‘@%ﬁ English Exit instructions in case of emergency [l Means of Escape lack Emergency
Lighting
I
G
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5.8, FHEE
[ Provide adequate number and type of illuminated exit signs so that exits can be
FIEST  [seen from all corridors and evacuation paths. [ Provide English and Bangla Exit
instructions where necessary. [l Post directional signs at appropriate locations
R
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W "|We have proper exit signs.
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25-01-2021: Exit sign not illuminated in some position. 03-09-2022 : Exit signs
BRI are illuminated at all times. Bangla and English Exit instructions found. Means of
Escape lack Emergency Lighting. 12-02-2023: Same as previous Vvisit.
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e [ Exit signs not illuminated at all times U Directional signs missing I No Bangla and
‘I'*‘F.?N? English Exit instructions in case of emergency [l Means of Escape lack Emergency
i Lighting
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S Provide new Emergency Lighting system that meets the specified emergency
lighting requirements of the Guidelines

e We arer working on it.
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25-01-2021: Emergency light not provide is some places where required.
Emergency light missing in stairways. 03-09-2022 : Exit signs are illuminated at
all times. Bangla and English Exit instructions found. Means of Escape lack
Emergency Lighting. 12-02-2023: Same as previous visit.
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e [ No clear identification mark on distribution panel [l No instruction for first aid to
‘ﬁ'@%ﬁ electrical shock and artificial respiration I Non-conductor mat not provided I No
Detector installed
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IS |Provide clear identification mark on distribution panel.
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WI Sl We have already done.
SRR | A= 7
R |
R
Seefed
S B 2l
04-10-2020: All incoming and outgoing circuits of LT panels are not clearly and
permanently labeled with identifications numbers and name. 25-01-2021:All
incoming and outgoing circuits of LT panels are not clearly and permanently
e labeled with identifications numbers and name. 03-09-2022 : No clear
identification mark on all distribution panel. No instruction for first aid to electrical
shock and artificial respiration for all required location. Non-conductor mat not
provided for all required location. Detector installed in generator and substation
room. 12-02-2023: Not Started.
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[ No clear identification mark on distribution panel [l No instruction for first aid to
electrical shock and artificial respiration I Non-conductor mat not provided I No
Detector installed
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Install appropriate detectors
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04-10-2020: Smoke or heat detector are not install in the generator and
transformer room. 25-01-2021: Smoke or heat detector are not install in the
generator and transformer room. 03-09-2022 : No clear identification mark on all
distribution panel. No instruction for first aid to electrical shock and artificial
respiration for all required location. Non-conductor mat not provided for all
required location. Detector installed in generator and substation room. 12-02-
2023: Not Started.
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Aol I No clear identification mark on distribution panel [l No instruction for first aid to
"ﬁﬁ%‘f electrical shock and artificial respiration [l Non-conductor mat not provided [ No
Detector installed
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e o [l Provide instructions for first aid and artificial respiration from exposure to
electrical shock. [l Provide rubber mat in front of the panel
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W "|We have already done.
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04-10-2020: First aid and artificial respiration are not posted in the generator and
substation room. Inadequate and non graded rubber mats are provided in front of
the distribution boards. 25-01-2021: First aid and artificial respiration are not
posted in the generator and substation room. Inadequate and non graded rubber
&7 mats are provided in front of the distribution boards. 03-09-2022 : No clear
identification mark on all distribution panel. No instruction for first aid to electrical
shock and artificial respiration for all required location. Non-conductor mat not
provided for all required location. Detector installed in generator and substation
room. 12-02-2023: Not Started.
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[l No instruction for first aid to electrical shock U Cable ends not properly soldered or
siiRw4e |crimped [ Connection without lug [ Body & door not earthed I No clear identification mark
s4&@&4|on distribution board [ MCCB not enclosed & messy wiring [ Socket broken & exposed. [
Combustible materials near DB
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AT I Provide earthing to body & door. U Provide clear identification mark on distribution
board. I Enclose installed MCCB [l Repair broken & exposed sockets
EUGSE]

Calbt]
?r%sﬁﬁ We have some distribution boards are grounded.
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04-10-2020: Distribution boards including doors are not grounded.No circuit/cable
marking is available to verify the different loads as well as to confirm the proper
segregation of power and heating sub-circuits from lighting and fan sub-circuits.
MCCB is installed in a metal enclosure. Broken and exposed socket are removed. 25-
01-2021: Distribution boards including doors are not grounded. No circuit/cable

B3 marking is available to verify the different loads as well as to confirm the proper
segregation of power and heating sub-circuits from lighting and fan sub-circuits
.MCCB is installed in a metal enclosure. Broken and exposed socket are removed. 03-
09-2022 : No instruction for first aid to electrical shock and artificial respiration for all
required location. Cable ends not properly soldered or crimped. Connection without
lug. No clear identification mark on all distribution panel. 12-02-2023: Not Started.
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[ No instruction for first aid to electrical shock [l Cable ends not properly soldered or
siEwfe |crimped [ Connection without lug [l Body & door not earthed I No clear identification mark
s <i|on distribution board ] MCCB not enclosed & messy wiring [ Socket broken & exposed. [l
Combustible materials near DB
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[ Provide instructions for first aid from exposure to electrical shock U Ensure neat &
IS |well-dressed cabling with lugs [l Remove combustible materials from DBls nearest

zone.
EUGSE

FEAEH
parace We have already done.
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04-10-2020: First aid and artificial respiration are posted beside the distribution
boards. Proper segregation is not found in the distribution

board. Combustible materials are removed surrounding the distribution boards. 25-
01-2021: First aid and artificial respiration are posted beside the distribution boards.
& Proper segregation is not found in the distribution board. Combustible material found
near distribution board and proper clearance not provided. 03-09-2022 : No
instruction for first aid to electrical shock and artificial respiration for all required
location. Cable ends not properly soldered or crimped. Connection without lug. No
clear identification mark on all distribution panel. 12-02-2023: Not Started.
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B [ Connections without lug [ Undressed messy wiring/cables
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F5%9 |l Ensure secured connections with lug [l Replace undressed messy wiring/cables

EUGSE

e We have already done.
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04-10-2020: Lugs are not provided for stranded conductors. Proper segregation is
not found in the distribution board. 25-01-2021: Lugs are not provided for

NRTT stranded conductors. Proper segregation is not found in the distribution board.
03-09-2022 : Connection without lug. Undressed messy wiring/cables. 12-02-
2023: Not Started.
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"I"ﬁ‘@%‘fﬂ Lightning protection system not available
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F%&9 |l Provide appropriate Lightning protection system
EUGSE
W We will install lightning protection system soon
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04-10-2020: Factory drawing & design is approved at the task force meeting no
21 date 06/12/2018 but they have not started their electrical work. 25-01-2021:
e Factory drawing & design is approved at the task force meeting no 21 date
06/12/2018 but they have not started their electrical work. 03-09-2022 :
Lightning protection system not installed but have approved drawing. 12-02-
2023: Same as previous visit.
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