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Location-0Office -Electrical Single Line Diagram was available but not appropriate,

R
sl however concerned person knew about overall electrical system in the factory.
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1. Provide updated SLD matching the existing installation at the factory. 2. SLD to
IS |indicate exact positions of all points of switch boxes and other outlets. 3. SLD to be
approved by the engineer-in-charge.
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20/10 /2020 (CVV-1): As built and proposed Electrical Single Line Diagrams are
submitted to DIFE for approval on 31 July 2019. 04-01-2021 (CVV-2): Electrical
Single Line Diagram was not available but they have DIFE submission received
copy. 13-04-2021 (CVV-3): As built and proposed Electrical Single Line Diagrams
are submitted to DIFE but does not match entirely with the existing system. 19-
RS 08-2021 (CVV-4): SLD was available during inspection and it was reviewed for
coupled of times and last review submission was on 16-03-2021. 03-08-2022:
SLD was available during inspection and it was reviewed for coupled of times and
last review submission was on 16-03-2021. 16-02-2023: SLD was available during
inspection and it was reviewed for coupled of times and last review submission was
on 16-03-2021.
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Location-All Distribution Board -Wiring diagram/ circuit list was not available on

AT
4% | Distribution Boards.
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] Provide circuit diagram /circuit list with proper current ratings and fuse size,
marking for DBs identifying end use load, voltage, humber of phases.
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20/10/2020 (CVV-1): Wiring diagram/ circuit list is not available on Distribution
boards. 04-01-2021 (CVV-2): Wiring diagram/ circuit list was not available on
Distribution boards. 14-04-2021 (CVV-3): Circuit list was not available on
Distribution Boards but as built SLD is there at site and most of the complaints
&S] works are done. On 19-08-2021 (CVV-4): Wiring diagram/ circuit list was not
available on Distribution Boards during inspection. 03-08-2022: Wiring diagram/
circuit list was not available on Distribution Boards during inspection. 16-02-2023:
Wiring diagram/ circuit list was not available on Distribution Boards during
inspection.
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