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=4 [l Combustible materials inside generator room. I One point frame earthing of
s4@%4|generator instead of two
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ST [l Remove Combustible materials from generator room. [l Ensure double earthing of

generator frame
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A=
B Door not earthed
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FEG  |Provide earthing to door.
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‘ﬁ.@gql 0 No instruction for first aid to electrical shock. [l Connection without lug
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] Provide instructions for first aid from exposure to electrical shock Ensure well-

dressed cabling with lugs
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qu Electric cables do not pass through service shaft or insulated conduits
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IFES  [Provide service ducts or insulated conduits
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