
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম ৯ ার এ্যাপােরলস িলঃ
িঠকনা Plot # 56, Vatulia, House # 116, Nurani Madrasa, Road # 5, Turag, Dhaka
করখানার েকড DHK004
কলার েকড

মূলায়েনর ধরণ:  ৈবুিতক মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ

পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  No detector in generator room  One point frame
earthing of generator insteadof two  No cover on the cable trench

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
 Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated self-closing swing door for the
Generator room.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

19-10-2020(CVV), 1.Generator room is not rated and separated. 2.No
appropriate detectors installed for generator room. 3.Generator frame earthling
(grounding) is not provided at two separate points. 28-01-2021 on visit day
Generator room is not rated & parted.No detector in generator room.One point
frame earthing of generator. No cover on the cable trench 08.09.2021 on visit day
Generator room is not rated & parted.No detector in generator room.One point
frame earthing of generator. No cover on the cable trench

২. পযেবণ



পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  No detector in generator room  One point frame
earthing of generator insteadof two  No cover on the cable trench

কাপ
আইেটম
কাটগির

২.১. কযম

কযম  Provide fire rated enclosure from floor to ceiling and an approved fire rated
selfclosing swing door for the Generator room  Install appropriate detectors.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

19-10-2020(CVV), 1.Generator room is not rated and separated. 2.No
appropriate detectors installed for generator room. 3.Generator frame earthling
(grounding) is not provided at two separate points. 28-01-2021 on visit day
Generator room is not rated & parted.No detector in generator room.One point
frame earthing of generator. No cover on the cable trench 08.09.2021 on visit day
Generator room is not rated & parted.No detector in generator room.One point
frame earthing of generator. No cover on the cable trench

৩. পযেবণ



পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  No detector in generator room  One point frame
earthing of generator insteadof two  No cover on the cable trench

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম  Ensure double earthing of generator frame  Provide cover on the cable trench
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব

19-10-2020(CVV), 1.Generator room is not rated and separated. 2.No
appropriate detectors installed for generator room. 3.Generator frame earthling
(grounding) is not provided at two separate points. 28-01-2021 on visit day
Generator room is not rated & parted.No detector in generator room.One point
frame earthing of generator. No cover on the cable trench 08.09.2021 on visit day
Generator room is not rated & parted.No detector in generator room.One point
frame earthing of generator. No cover on the cable trench

৪. পযেবণ



পিরদশন
পযেবণ

 No instruction for first aid to electrical shock  Access obstructed/barred  Cable ends
not properly soldered or crimped  Connection without lug  No clear identification
mark on distribution board  MCCB installed without enclosure.  Combustible materials
near DB

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম  Provide clear identification mark on distribution board.  Enclose installed MCCB
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

19-10-2020(CVV), 1. Instruction board for first aid and artificial respiration is not
located in required locations. 2.No clear identification markings of distribution
panels. 3.Distribution Board not concealed. 4.Connection with lug 5.Found
Combustible materials near DB 28-01-2021 on visit day No instruction for first aid
to electrical shock.Access obstructed/barred.Cable ends not properly soldered or
crimped.Connection with lug.No clear identification mark on distribution board.
MCCB installed with enclosure. Combustible materials not found near DB
08.09.2021 on visit day No instruction for first aid to electrical shock.Access
obstructed/barred.Cable ends not properly soldered or crimped.Connection with
lug.No clear identification mark on distribution board. MCCB installed with
enclosure. Combustible materials not found near DB

৫. পযেবণ



পিরদশন
পযেবণ

 No instruction for first aid to electrical shock  Access obstructed/barred  Cable ends
not properly soldered or crimped  Connection without lug  No clear identification
mark on distribution board  MCCB installed without enclosure.  Combustible materials
near DB

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম
 Provide instructions for first aid from exposure to electrical shock  Remove
obstruction to ensure access to MDB/MCB Box  Ensure well-dressed cabling with
lugs  Encase live machine and/or equipment parts

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

19-10-2020(CVV), 1. Instruction board for first aid and artificial respiration is not
located in required locations. 2.No clear identification markings of distribution
panels. 3.Distribution Board not concealed. 4.Connection with lug 5.Found
Combustible materials near DB 28-01-2021 on visit day No instruction for first aid
to electrical shock.Access obstructed/barred.Cable ends not properly soldered or
crimped.Connection with lug.No clear identification mark on distribution board.
MCCB installed with enclosure. Combustible materials not found near DB
08.09.2021 on visit day No instruction for first aid to electrical shock.Access
obstructed/barred.Cable ends not properly soldered or crimped.Connection with
lug.No clear identification mark on distribution board. MCCB installed with
enclosure. Combustible materials not found near DB


