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B Lack of technical documents and Vetted Floor Load Plan

711
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FIerER

5.5, FESH

] Develop full set of as-built structural, architectural drawing, soil test report,

material test report and vetted load plan as part of detail engineering assessment.
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3.2, IS

ST Produce and actively manage a loading plan for all floor within the factory giving

consideration to floor capacity and column capacity.
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R
o Dampness on masonry wall
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] Remedial action to be undertaken to prevent the seepage of water from pipes and

other sources.
EUESE

.. AT

AT A qualified structural engineer should be involved for maintenance by correcting

the identified issues.
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B Exposed reinforcement
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] Exposed reinforcement needs to be covered by protective coating as directed by

building engineer.
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e Non Structural Cracks on wall
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8.5. IR

S Section of plaster should be removed, and cracks must be repair as per guideline

of building engineer.
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