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Documentation review -Electrical Single Line Diagram was not available.
T 9 9

1
ARG
FIToreN

5.8, IS

1. Provide updated SLD matching the existing installation at the factory. 2. SLD to
IS |indicate exact positions of all points of switch boxes and other outlets. 3. SLD to be

approved by the engineer-in-charge.
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‘ﬁﬁgql Documentation review -There was no Electrical Layout drawing.

711
ARG
FIerER

.S, IR

1. Provide updated Electrical layout drawing prepared after proper locations of all
outlets for lamps, fans, fixed and transportable appliances, motors etc. 2.

FIES9  |Drawings to indicate exact positions of all points of switch boxes and other outlets
to match the existing installation. 3. As-built drawing to be approved by the
engineer-in-charge.

SRS | 4T 77

‘ﬁ.@gql Substation / Generator room -No emergency power backup found for essential lift.

711
ARG
FIerER

9.5, IR

Review capacity of standby generator on basis of loads for essential lighting 7/ AC /

¥4 |Equipment / Services. Replace generator with larger capacity or install second
generator if review indicates existing unit is too small.
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qu Generator room -The factory does not have standby generator for all lifts.

B2l
ARG
E2LORIG
8.5. I

] Provide standby power for lifts by a self-contained generator set to be operated

automatically.
EUESE

974 |All distribution / switch boards -Wiring diagram / circuit list with proper current ratings
sl were not available.
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bl

¢.5. IR

S Provide circuit diagram /circuit list with proper current ratings and fuse size,
marking for DBs identifying end use, voltage, no. of phases.
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e Sustation room at utility building, washing building at mezzanine floor and 2nd floor at
W‘T washing building -Cable penetrations from wall was not adequately covered and
sealed.

I
3G
FrerelE

NEEET

IEET  [Seal the cable penetrations though walls adequately with fire resistive elements.

EUESE




