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ﬁ'@gql Ground floor - Sliding Steel type Doors were fitted in all the exit of the factory.
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5.8, IS

Replace all existing exit doors on evacuation routes, exit doors with side hinged
¥4 |type door, which swing outward and in the direction of travel. Swinging of the door
should not constrict the width of the corridor / passage below 1.0 meter.0
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=7 |All evacuation pathways - Signs were not posted appropriately on all evacuation
&% pathways.
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Provide aisle marking with arrow guiding and exit signage on all Evacuation
pathways or provided with overhead signage fixed at ceiling level. - Illuminated
IS |exit sign should be posted above the exit door, - It should be clearly visible at all
time, - Provide directional signs wherever necessary. - All exit doors should be
clearly marked for easy identification.0
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=W [All accessible floors / buildings and sections within the factory area - Emergency
s4&%|lighting has no Generator / IPS as a backup power supply.
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9.5, IR

FEFH  |Provide back-up power supply with IPS or battery for emergency lightingo
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sw4E |All accessible floors / buildings and sections within the factory area - - Factory has
s4@%4|inadequate number of detector. - Factory has no smoke detector.
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8.5. IHHH

Within 6 weeks, Produce design and plan for automatic detection system with
¥4 |automatic fire alarm.Within 6 months, Install automatic detection system with

automatic fire alarm.
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=W [All accessible floors / buildings and sections within the factory area - Factory did not
s4@%|installed automatic detection and alarm system.

B2kl
RGN
RORIE]
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Within 6 weeks, Produce design and plan for automatic detection system with
¥4 |automatic fire alarm.Within 6 months, Install automatic detection system with

automatic fire alarm.
EUGSE

YA
FREH
I

S HE| 4T 77

KOS




w4 |All accessible floors / buildings and sections within the factory area - Manual
s4{@%4|activation points were not appropriately spaced.
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FE&  |Install Manual activation call point at all exit routeso
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w4 |All accessible floors / buildings and sections within the factory area - The alarm
RIS system did not covers the mentioned floors.
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9.5, IR

] An automatic alarm systems must be provided throughout the factory; the alarm
must be automatically triggered on detection of a fire.0O
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v |All
s{&d|ina

accessible floors / buildings and sections within the factory area - Factory had
dequate numbers of smoke detectors in mentioned floors.
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IS |Provide adequate nos. of smoke detectors to cover the whole factory building.0
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qu Office room - Relevant documents were not available on the day of assessment.
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] Factory management should checked alarm call points, alarm & detection system

periodically and maintained the record properly.0
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si"wE |All accessible floors / buildings and sections within the factory area - Factory had no
s4@%4|dedicated fire pump or hydrant system.
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Within 6 Weeks, Prepare proper design and plan for dedicated fire pump with
IS |alternate backup power supply.Within 6 months, Install dedicated fire pump with

alternate backup power supply.
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=% |All accessible floors / buildings and sections within the factory area - Number of hose
s4&%l|did not meet the requirement of BNBC code.
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5.8, I
IS |Provide 1 riser and hose for each 1000 sqm floor area as per BNBC Code.
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oA All accessible floors / buildings and sections within the factory area - This volume of
W‘T water capacity was not sufficient for peak demand when in emergency, the water
capacity found 6000 litters.
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Within 6 Weeks, Prepare plan and design for dedicated water storage tank for
o firefighting operation as per BNBC guideline.Within 6 Months, Provide dedicated

storage tank for firefighting operation, . i.e. Water storage capacity :1900 litres x
75 min=1, 42,500 Litres.[For Each Riser]
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=W [Main exit route - Additional firefighting equipment like sand, water & buckets were not
s %l provided at the exact location.
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] Provide additional fire fighting equipment like sand & water buckets near exit or
easily accessible area for first phase fire fighting.0
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w4 |All accessible floors / buildings and sections within the factory area - There was no
sl back-up power supply for alarm system.
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38.5. IR

FEFH  |Power backup supply should be provided for fire alarm system.0
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w3 |All accessible floors / buildings and sections within the factory area - Visual alarm
s %l system was not available at generator room. Which was noisy and obstructed.
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] Visual alarm system should install at generator room which area is noisy and
obstructed; so that visual alarm may require.0
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qu Office room - No relevant documents found during the day of assessment.
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FESFH  |Obtain building approval from issuing authority0
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qu Office room - No relevant document found during the day of assessment.
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FESH  |Obtain the boiler license from the proper issuing authority. 0
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B Office room - No relevant document found during assessment day.
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Fire drill should be conducted quarterly (4 times a year) in existing buildings as
S detailed under the Fire Safety Plan & should kept record properly. / Fire drill

should be conducted monthly in existing buildings as detailed under the Fire Safety
Plan & should kept record properly.0




