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o Approval of DEA report
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5.5, FESH

] The provided DEA report and the Floor Load Plan should be submitted and

approved by appropriate authority.
EUESE

3.2, IS

ST Produce and actively manage a loading plan for all floor plates within the factory

giving consideration to floor capacity and column capacity.
EUGSE
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] The provided DEA report and the Floor Load Plan should be submitted and

approved by appropriate authority.
EUESE
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ST Produce and actively manage a loading plan for all floor plates within the factory

giving consideration to floor capacity and column capacity.
EUGSE




o Shed with Poor Connections
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9.5, IR

Building Engineer to review the adequacy of the structure. Design should be
IS |checked by the building engineer to verify the connections and stability of the

shed.
EUGSE
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©.3. IR

FEF  |Poor connections should be replaced by proper plate and bolted connections.
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B Lack of bracings
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8.5. IHHH

Design should be checked by the Building Engineer to verify the stability of the
¥4 [shed and confirm the requirement of any bracing in the horizontal or vertical

direction
EUGSE
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8.3. I
IS |Install horizontal or vertical bracing if required.

EUGSE
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The provided DEA report and the Floor Load Plan should be submitted and
approved by appropriate authority.
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¢.2. IR

I

Produce and actively manage a loading plan for all floor plates within the factory
giving consideration to floor capacity and column capacity.
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