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ST Produce and actively manage a loading plan for all floor plates within the factory
giving consideration to floor capacity and column capacity.
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o Dampness on Wall
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] Remedial action to be undertaken to prevent the seepage of water from pipes and

other sources.
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AT A qualified structural engineer should be involved for maintenance by correcting

the identified issues.
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o Lack of Bracing System
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Stability of the structure and the requirement of cross bracing between the rafters
¥4 |and sag rod in between purlins should be checked by building engineer as a part of

DEA.
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FES  |Install additional horizontal or vertical bracings if required.
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o Non-engineered Shed with poor connection
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] Design should be checked by the building engineer to verify the connections and

stability of the shed.
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8.2. IR

FHSH  |Poor connections should be replaced by proper plate and bolted connections.
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