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=% 4= [Ground floor - Sliding Steel and glass sliding type Doors were fitted in some exit of the
S| factory.
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Replace all existing exit doors on evacuation routes, exit doors with side hinged
¥4 |type door, which swing outward and in the direction of travel. Swinging of the door
should not constrict the width of the corridor / passage below 1.0 meter.0
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oA All doors on egress route - The doors in the mentioned egress route could not be open
WCT easily (Sliding Steel door). Doors can be locked at any time in the direction of
evacuation.
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S Remove all locking device from all egress door. All exit doors should be open-able
from the side they serve without the use of a key. 0
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s"w4E |All accessible floors / buildings and sections within the factory area - Factory had
s4@%4|inadequate numbers of smoke detectors in mentioned floors.
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IS |Provide adequate nos. of smoke detectors to cover the whole factory building.0
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w3 |All accessible floors / buildings and sections within the factory area - Visual alarm
s4@%4|system was not available at generator room which was noisy and obstructed place.
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] Visual alarm system should install at generator room which area is noisy and

obstructed; so that visual alarm may require.0
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