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AL, Document review - Relevant documents were not available on the day of assessment.
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ST Factory management should checked alarm call points, alarm & detection system
periodically and maintained the record properly.0
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si"wE |All accessible floors / buildings and sections within the factory area - Factory had no
s4@%4|dedicated fire pump or hydrant system.
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Within 6 Weeks, Prepare proper design and plan for dedicated fire pump with
IS |alternate backup power supply.Within 6 months, Install dedicated fire pump with

alternate backup power supply.
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=% |All accessible floors / buildings and sections within the factory area - Number of hose
s4&%l|did not meet the requirement of BNBC code.
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IS |Provide 1 riser and hose for each 1000 sqm floor area as per BNBC Code.
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spfrey |

accessible floors / buildings and sections within the factory area - This volume of

ST water capacity was not sufficient for peak demand when in emergency, the water

capacity found 800 litters.
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Within 6 Weeks, Prepare plan and design for dedicated water storage tank for
o firefighting operation as per BNBC guideline.Within 6 Months, Provide dedicated
storage tank for firefighting operation, . i.e. Water storage capacity :1900 litres x

75 min=1, 42,500 Litres.[For Each Riser]
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in exit route - Additional firefighting equipment like sand, water & buckets were not

A=
s %l provided at the exact location.
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S

Provide additional fire fighting equipment like sand & water buckets near exit or
easily accessible area for first phase fire fighting.0
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‘ﬁ‘@%ﬁ Document review - Boiler operator license was not available.
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FESH  |Obtain the boiler operator license from the proper issuing authority. 0
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qu Document review - No relevant document found during assessment day.
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Fire drill should be conducted quarterly (4 times a year) in existing buildings as
S detailed under the Fire Safety Plan & should kept record properly. / Fire drill

should be conducted monthly in existing buildings as detailed under the Fire Safety
Plan & should kept record properly.0




