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qu Dampness on masonry wall
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ST Protective weather coat should be used and proper drainage for rain water should
be maintained as per the guideline of building engineer.
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Corrosion of exposed reinforcement
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] Exposed reinforcement needs to be covered under supervision of building

engineer.
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e Water Clogging on roof top
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S Proper drainage and water proofing materials should be provided on roof top

maintaining 2% slope.
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o Technical Documents
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Building approval, as-built structural design drawing, architectural drawing,

FEST  [subsoil investigation report, machine lay-out plan, material test report, vetted

load plan should be prepared as part of DEA.
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8.3. IE

I

Produce and actively manage a loading plan for all floor within the factory giving
consideration to floor capacity and column capacity
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