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S Documentation review -There was no Electrical Layout drawing.
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1. Provide updated Electrical layout drawing prepared after proper locations of all
outlets for lamps, fans, fixed and transportable appliances, motors etc. 2.
¥4 |Drawings to indicate exact positions of all points of switch boxes and other outlets
to match the existing installation. 3. As-built drawing to be approved by the
engineer-in-charge.
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W4 |'Substation room at Utility Unit ~The substation area was not compliant with minimum
s area requirements mentioned in BNBC. The area was 47.58m?2.
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] Area of substation / transformer to meet requirements of Table 8.1.23 of BNBC.
The recommednded area is 100m?2.
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<% [Substation room at Utility Unit -Breather cup oil found empty to transformer of the
S| facility.
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IS |Accessories of transformers like breathers cup must be in order at substation
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IR |Substation room -Adequate signage of electrical danger is available but caution was
s4&%l| not provided .
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8.5. IHHH

] 1. Provide High / Medium Voltage DBs marked with "Danger" signage. 2. Ensure
that all DBs shall have marked with "Danger" signage.
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mql DB-3 at shade 2 & Confarence Room -Exposed / open wires were found.
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S All strands cables at exposed ends should be properly soldered / crimped and

insulated.
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o All DB -Proper signage of Danger / 415V found missing.
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] The electrical panels to be of metal case and should be marked with UDanger 415
Voltsll and identified with proper phase marking and danger signage.
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=W [SDB-1/ Utility Block & DB-2 / shade 1 -Cables / wires were not selected according to
4@ |size of MCB / MCCB with suitable rating for desired application.
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S Select conductors with adequate sizing without exceeding permissible thermal

limits for insulation.
EUGSE

YA
FREH
I

S| 2T 77

KOS




‘ﬁﬁgql All DB -Wiring diagram/ circuit list with proper current ratings were not available.
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] Provide circuit diagram /circuit list with proper current ratings and fuse size,
marking for DBs identifying end use, voltage, no. of phases.
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=W [Substation room at Utility Unit -Cable penetrations from wall was not adequately
&4 covered and sealed.
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IS [Seal the cable penetrations though walls adequately with fire resistive elements.
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<%= [Generator room -l Separate earthing connection from separate and distinct earth pits
sl found missing to generator body frame.
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] Provide proper separate earthing/grounding to generator. Ensure that generator
body frame to have two separate and distinct connections to the earth / ground.
EUESE

=44 [Document review -The factory did not conduct periodical inspections and testing for
{4 |insulation, earth resistance, operation test of all equipment yet.
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Conduct Planned Periodical inspection and testing (insulation, earth resistance,

F4S9  |and operation test) of all electrical equipment to ensure proper operability of the
installation and record should be maintained.
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