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s [ Combustible material/junk in generator room
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359 |l Remove Combustible materials from generator room
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U Partition wall not extended up to the ceiling I Ammeter / voltmeter/ PFl/
autocontroller/indicator not working
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[ Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated self-closing swing door for the
Substation room. Ul Replace meters/controllers
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[ Transformer room used for storage of combustible material/junk [l No cover on the
cable trench and non-conductor mat not provided/insufficient
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[l Remove combustible materials from substation. [l Provide cover on the cable
trench and rubber mat in front of the panel
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= [l Panel door damaged/not present U Body & door not earthed I No or empty earth
sl bar /neutral bar [l No clear & permanent mark on DB [l Installed on wooden board
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[ Repair broken/loose MCCB/MCB box. Il Provide earthing to body & door. [l

IFES  |Provide earth bar/neutral bar [l Provide clear identification mark on distribution
board. [J Install MDB/SDB/SB or MCB on metal board
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w4 [ No instruction for first aid to electrical shock [ Access obstructed/barred [ Undressed
s4&@4|messy wire inside. Connection without lug
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[ Provide instructions for first aid from exposure to electrical shock I Remove
¥4 |obstruction to ensure access to MDB/MCB Box [l Ensure well-dressed cabling with

lugs
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=% | Electric cables do not pass through insulated conduits I Connections without lug [l
s4@%l| Undressed messy wiring/cables [l Cable ends not properly soldered or crimped
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] Il Provide service ducts or insulated conduits [l Ensure secured connections with lug
[ Replace undressed messy wiring/cables [ Properly solder cable ends
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WCTD Lightning protection system not available

I
3G
FrerelE

9.3, IR

I35 |l Provide appropriate Lightning protection system
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