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=R Inadequate Design Documents
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5.8, N
Develop a full set of as-built Architectural and Structural drawing showing Floor
Plan, Section, Elevation details, all structural members and foundations details for
FIES9  |all of the structures. Factory should also conduct Detail Engineering Assessment
(DEA) for all of the buildings. All prepared as-built documents should be credible
based on the requirements of BNBC 2020.
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Crack in RCC Column

711
ARG
FIerER

.S, IR

IS

Sections of plaster finishing in RCC Column are needed to be removed to
investigate if cracks penetrate the building structure. Investigation needed to
determine reasons for cracks.
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Crack in RCC Column

711
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FIerER

9.5, IR

S

Carry out any remedial actions as directed by the Building Engineer for regarding
Crack in RCC Column.
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B Spalling of Concrete in Slab

711
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FIerER

8.5. IHHH

] Engage a qualified structural engineer to provide additional investigation into the
areas of distress and provide a remediation plan if required.
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e Physical Damage of Structural Member
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¢.5. IR

Have a qualified structural engineer provide further analysis and investigation of
IS |the structural deficiencies. Structural engineer shall also provide remediation

documents if required.
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B Concentrated Load on Roof Top

711
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FIerER

u.S. A

Engage a qualified structural engineer to confirm and document that provisions

¥4 |have been made to accommodate concentrated loads. If provisions have not been
made, have a qualified structural engineer develop a remediation plan.
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o Lateral Stability Check

711
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9.5, IR

] Have a qualified structural engineer complete further analysis of Peroxide Plant
Unit 1 & 2 Building and develop a remediation plan if required.
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o Dampness and Corrosion Present

B2l
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E2LORIG
b.s. FESH
Sections of plaster finish to brick wall to be removed to investigate if dampness
S penetrates into the building wall. Investigation needed to determine the source of
the damp and way to prevent it re-occurring. Carry out any remedial actions as
directed by the Building Engineer. All steel member should be painted properly.
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