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e [ No over current or earth fault protection provided U The generator room is not
‘ﬁ‘@%ﬁ properly segregated from the rest of the occupancy due to presence of non Fire-rated
Door [l No firefighting equipment is present in the generator room
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I Provide over current and earth fault protection U Produce design drawings to
ST demonstrate the incorporation of fire rated enclosure from floor to ceiling and an

approved fire rated self-closing swing door for the Generator room. [l Provide
firefighting equipment as required by the Guidelines.

SERRPR| w1212

05-03-saf90




[ Generator is not located on the ground floor I The generator room is not properly
=W |segregated from the rest of the occupancy due to presence of non Fire-rated Door []
sHE=4|Large volume (>455L) diesel stored inside generator room [ No detector in generator
room
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[ Install generator on the ground floor U Provide fire rated enclosure from floor to
S ceiling and an approved fire rated self- closing swing door for the Generator room

[ Install large volume diesel storage tank with appropriate separation 0 Install
appropriate detectors.
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e [ Combustible materials inside generator room U Access to generator not easy.

‘ Inad ilation of th [ int f hing of
=T nadequate ventilation of the generator room U One point frame earthing of generator
instead of two I No cover on the cable trench
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[ Remove Combustible materials from generator room. [ Ensure accessibility and

4SS |ventilation to generator [ Ensure double earthing of generator frame [l Provide
cover on the cable trench
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e U Body & door not earthed [l No or empty earth bar/neutral bar U Visible burn marks [l
W‘T No clear identification mark on distribution board ] MDB/SDB/SB or MCB installed on
the wooden board ] MDB does not have duplicate earth leads

I
3G
FrerelE

8.5. IR

[ Provide earthing to body & door. U Provide earth bar/neutral bar l Identify cause
] of burning inside distribution box and take remedial measures [ Provide clear

identification mark on distribution board. [I Install MDB/SDB/SB or MCB on metal
board. [l Provide duplicate earth leads.
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. [ No instruction for first aid to electrical shock U Access obstructed/barred [l
S C ion without | dressed ire inside. [ Live parts of machi
o] COnnection without lug. Undressed messy wire inside. I Live parts of machine or
equipment exposed
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[ Provide instructions for first aid from exposure to electrical shock I Remove
FEFN  |obstruction to ensure access to MDB/MCB Box [l Ensure well-dressed cabling with

lugs [ Encase live machine and/or equipment parts
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oA [ Electric cables do not pass through service shaft or insulated conduits [l Connections
W‘T without lug [l Undressed messy wiring/cables [l Cable ends not properly soldered or
crimped
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S [l Provide service ducts or insulated conduits Ul Ensure secured connections with lug

[ Replace undressed messy wiring/cables [ Properly solder cable ends
EUGSE

qu [ Lightning protection system not available I Air terminals absent
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] [l Provide appropriate Lightning protection system. [l Provide air termination

network
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