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[ The generator room is not properly segregated from the rest of the occupancy due to
=W |presence of non Fire-rated Door [l No firefighting equipment is present in the generator
s4=@S<|room [l One point frame earthing of generator instead of two 0 No over current or earth
fault protection provided I No cover on the cable trench
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[ Produce design drawings to demonstrate the incorporation of fire rated enclosure
S from floor to ceiling and an approved fire rated self-closing swing door for the

Generator room. [ Provide firefighting equipment as required by the Guidelines. [
Provide over current and earth fault protection

We will provide the recommend requirements as per suggestion.
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U The generator room is not properly segregated from the rest of the occupancy due to
BRG] presence of non Fire-rated Door 0 No firefighting equipment is present in the generator
s{=@S4|room [l One point frame earthing of generator instead of two 0 No over current or earth
fault protection provided I No cover on the cable trench
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] [ Install fire rated enclosure from floor to ceiling and an approved fire rated
selfclosing door for the Generator room
EUESE

We will provide the recommend requirements as per suggestion.
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U The generator room is not properly segregated from the rest of the occupancy due to
w4 |presence of non Fire-rated Door 0 No firefighting equipment is present in the generator
s4&@Sd|room [l One point frame earthing of generator instead of two 0 No over current or earth
fault protection provided [ No cover on the cable trench
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S [ Ensure double earthing of generator frame Ul No over current or earth fault
protection provided [ Provide cover on the cable trench
EUGSE

hlLE]

W “|We will provide the recommend requirements as per suggestion.

S HE| 4T 77
z 0d—00—2039
Wﬁﬁfﬁ% 03-05-5290
SIS T T

RTJ 2022-06-25 00:00:00




stfwede [ No instruction for first aid to electrical shock I Body & door not earthed I No
%<|SLD /clear identification mark for distribution board [l Motor frame not earthed
I
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I Provide duplicate earth leads for MDB. U Provide earthing to body & door. [l
F4S  |Provide clear identification mark on distribution board and SLD [l Provide earthing

to motor frames.
EUGSE

] We will provide the recommend requirements as per suggestion.
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stAw | No instruction for first aid to electrical shock I Body & door not earthed I No
{1 SLD /clear identification mark for distribution board [l Motor frame not earthed
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%9 |l Provide instructions for first aid for exposure to electrical shock
EUGSE

W “|We will provide the recommend requirements as per suggestion.
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B [ Connections without lug [l Undressed messy wiring/cables
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F5%9 |l Ensure secured connections with lug [l Replace undressed messy wiring/cables

EUGSE

] We will provide the recommend requirements as per suggestion.
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WCTD Lightning protection system not available
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I

[l Provide appropriate Lightning protection system.
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] We will provide the recommend requirements as per suggestion.

EElRRG]

Y S0

S

Od—20—20a19

TS
A

0a3—0a—a0q0

A

SIS B 23

SRETJ

2022-06-25 00:00:00




