
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম এ্যা ইারাশনাল িলঃ
িঠকনা Shahmirpur, Fakirnirhat, Karnafully, Chattogram
করখানার েকড CHT015
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ

পিরদশন
পযেবণ

During inspection thin slab thickness has been found. Slab thickness is 4”. The slab
thickness seems to be flimsy in service load and deflection point of view.

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Building engineer to check and provide calculations showing the structural
adequacy of supporting slab.

সুপািরেশর
তথসূ
করখানার
কযম

Engineer will check and provide calculations showing the structural adequacy of
slab.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ০২-০৯-২০১৬

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব
27.12.2020: Slab thickness found 5" (Beam+Slab) 15", Beam = 10") during
inspection. 04.04.2021: This isssue was completed. On 26.08.2021: Slab thickness
found 5" (Beam+Slab) 15", Beam = 10") during inspection

২. পযেবণ



পিরদশন
পযেবণ

Floor load plan has not been found. During inspection, retrofitted columns have been
found, without structural design drawing.

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
Building Engineer need to survey this factory. Prepare as built structural drawing
and floor load plan. Prepare/update calculations showing the structural adequacy
of the floor system taking into account the factory design imposed loading and the
as built structure.

সুপািরেশর
তথসূ
করখানার
কযম

As built structural drawing has been completed and floor load plan will be prepared
soon.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ২০-০১-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব
27.12.2020: Load plan found during inspection but not implemented. 04.04.2021:
RSC structural pass certificate found on site. Approved load plan was found posted
at each floor. On 26.08.2021: RSC structural pass certificate found on site.
Approved load plan was found posted at each floor.


