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The factory owner has been instructed to prepare and submit a load plan for
S vetting. Once it is submitted by the factory owner, it will be duly vetted. The
factory owner should arrange displaying the approved load plan for each floor on
the wall in a visible loaction and shall adhere to it.
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On 29/11/2020: No floor load plan was displayed at any floor of the factory. On
Ry 10.02.2021: This issue covered with DEA. Factory management has not engaged
DIFE enlisted consulting firm. On 15.09.2021: This issue covered with DEA. Factory
management has not engaged DIFE enlisted consulting firm.
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The consultants strongly recommed storing any type of cartoon boxes, finished

I products and fabrics in such a manner so that intensity of loading should not
exceed 40 psf (2.0 KN/m2)
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On 29/11/2020: No Overloading has been found on the date of inspection. On
&S] 10.02.2021: No overloading found on visit date. On 15.09.2021: No Overloading has
been found on the date of inspection.
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] Soil investigation should be done as soil boring report is not available to check the
foundation adequacy.
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On 29/11/2020: There was no soil investigation report were available on site. On
B3] 10.02.2021: Soil investigation report has not available of factory management. On
15.09.2021: Soil investigation report has not available of factory management.




Distr in Primary Structural Element
o stress ary Structural Eleme

711
ARG
FIerER

8.5. IHHH

The owner or user of the building should be vigilant about development of any
S distress, particularly in primary structural elements such as columns, beams and

slabs. If crack appear, propagate and widen, detail assessment and adoption of the
remedial measures may become necessary.
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On 29/11/2020: Crack has been observed on almost all the floors at beam &
slab.No investigation report has been found for crack. On 10.02.2021: Crack has
B3] been found on beam. No action has been taken yet. No investigation report found
on site. On 15.09.2021: Crack has been found on beam. No action has been taken
yet. No investigation report found on site.
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S Cut the additional rebar, otherwise apply protective coating or any other measures
to prevent corossion.
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On 29/11/2020: Exposed rebar has been found on roof top column and stair. On
RS 10.02.2021: Exposed rebar found on roof top. No action has been taken yet. On
15.09.2021: Exposed rebar found on roof top. No action has been taken yet.
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Under the guidance of a qualified structural engineer address all areas of needed
ST maintenance by correcting the concerned issues. Also, a maintenance program
should be developed, which will help to address the areas need maintenance at
times and repair them as soon as possible.
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On 29/11/2020: Dampness has been found on almost all the floors at periphery
e wall & slab. On 10.02.2021: Dampness found on periferi wall and slab. No action
has been taken yet On 15.09.2021: Dampness found on periferi wall and slab. No
action has been taken yet




