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=% | Transformer inaccessible. Poor illumination in transformer room. Inadequate cross
&&= ventilation for the transformer room
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3559 |l Ensure accessibility, illumination and cross ventilation to Transformer
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oA U The generator room is not properly segregated from the rest of the occupancy due to
W‘T presence of non Fire-rated Door I No firefighting equipment is present in the generator
room [l No over current or earth fault protection provided
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[ Produce design drawings to demonstrate the incorporation of fire rated enclosure
] from floor to ceiling and an approved fire rated self-closing swing door for the

Generator room. [ Provide firefighting equipment as required by the Guidelines. [l
Provide over current and earth fault protection
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s=%4e |l One point frame earthing of generator instead of two [l No cover on the cable trench
s4&%| [l No over current or earth fault protection provided
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] [l Ensure double earthing of generator frame [ Provide cover on the cable trench [l
Provide over current or earth fault protection provided
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s [I Access to substation/ substation equipment not easy U No SLD/clear identification
s4&@&d|mark on distribution panel [ No earthing at all required electrical points
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[l Provide easy access to the substation or substation equipment [l Provide clear
¥4 |identification mark on distribution panel and relevant SLD [l Ensure earthing for all

required electrical points
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‘ﬁ.@gql [ Substation is not located on the ground floor I No detector in substation
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F%&9 |l Place substation in ground floor ll Install appropriate detectors
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[l Substation room used for storage of combustible material/junk U Access to substation
=R |not easy. Inadequate ventilation of the substation room . 0 No instruction for first aid to
s=d|electrical shock and artificial respiration [l Connection without lug. Loose cabling [l
Uncovered cable trench. Non-conductive mat not provided/ insufficient
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[ Remove combustible/junk materials from substation. U Ensure accessibility and
S ventilation to substation [l Provide instructions for first aid and artificial respiration

from exposure to electrical shock. [ Ensure well-dressed cabling with lugs [
Provide cover on the cable trench and rubber mat in front of the panel
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.  No SLD/clear identification mark for MDB/DB/SDB [l MDB/DB/SDB body and door
‘ﬁ@%ﬁ not earthed [l Panel door damaged/not present [ Loose or broken box/socket [ MDB
does not have duplicate earth leads
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[ Provide clear identification mark on MDB/DB/SDB and provide SLD I Provide
S earthing to body and door of MDB/DB/SDB. [l Install/repair panel door as

appropriate. I Repair broken/loose box or socket 0 Provide duplicate earth leads
for MDB
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A=
B [ Access obstructed/barred
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IS I Remove obstruction to ensure access to MDB/DB/SDB/MCB/MCCB/SB
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WCTD Undressed messy wiring/cables
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F%%9 |l Replace undressed messy wiring/cables
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‘ﬂ‘@%ﬁﬂ Lightning protection system not available
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%9 |l Provide appropriate Lightning protection system.
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