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As-built architectural and structural drawings of the building to be prepared for
unapproved horizontal extension and submitted for approval by appropriate
FIEST  |authority. As part of this process the building engineer will be required to make a
number of checks on the inconsistencies between the structural design and the
as-built construction.
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Ry On 15-12-2020: Design drawing not available during inspection. 11.08.2021: No
design drawing found during inspection.




