
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "মজীবী মানুেষর অিধকর,
ৈবষমহন বাংলােদেশর অীকর"

  

কাপ পযেবেণর তথ

করখানার নাম েরিডেয় িজ িলিমেটড
িঠকনা Ashulia,
করখানার েকড DHK480
কলার েকড

মূলায়েনর ধরণ:  ৈবুিতক মূলায়ন পযেবেণর তিরখ:  ১৪-০২-২০২৩
১. পযেবণ



পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  One point frame earthing of generator instead of two
 No over current or earth fault protection provided  No cover on the cable trench  No
fixed temperature detector present

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
 Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated door for the Generator room. 
Provide over current and earth fault protection

সুপািরেশর
তথসূ
করখানার
কযম We have already work done as per guide line.

অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০৬-০৮-২০২২

অগিতর
অবা চলমান

মব

On 08-03-2021(CVV), 1.Generator room were enclosed properly for fire
propagation and fire rated swing door found 2.Over current or earth fault
protection provided 3.Generator frame earthling (grounding) is provided at two
separate points 17-08-2022 : No cover on the cable trench. 14-02-2023: Found
one point frame earthing instead of two of 1030 KW Generator. This factory is
under RSC. They have approval drawing from ACCORD.

 সংযুসমূহ (৭) 
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২. পযেবণ

পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  One point frame earthing of generator instead of two
 No over current or earth fault protection provided  No cover on the cable trench  No
fixed temperature detector present

কাপ
আইেটম
কাটগির

২.১. কযম

কযম  Provide fire rated enclosure from floor to ceiling and an approved fire rated door
for the Generator room  Install appropriate detector

সুপািরেশর
তথসূ
করখানার
কযম We have already work done as per guide line.

অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ২৫-১২-২০২২

অগিতর
অবা চলমান

মব
On 08-03-2021(CVV), 1.Generator room were enclosed properly for fire
propagation and fire rated swing door found 2.Appropriate detectors installed for
generator room 3.Cable trenches are properly covered. 17-08-2022 : I No cover
on the cable trench

 সংযুসমূহ (২) 

    

৩. পযেবণ
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পিরদশন
পযেবণ

 No SLD inside MDB/DB/SDB  Access obstructed/barred  MDB/DB/SDB body and
door not earthed  Connections without lug  Improper wiring/cabling on the floor

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম Provide SLD inside MDB/DB/SDB  Provide earthing to body and door of
MDB/DB/SDB.  Remove improper wiring/cabling from the floor

সুপািরেশর
তথসূ
করখানার
কযম #We have already Asbuilt SLD Submitted the Accord for approval purpose.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ০২-১১-২০১৬

সংেশািধত
সময়সীমা ০৬-০৮-২০২২

অগিতর
অবা সংেশািধত

মব

On 08-03-2021(CVV), 1.Electrical single line diagram (SLD) are available at
site. 2.All distribution boards are properly grounded (earthed). 3.Cables wirings
were found well dressed in all distribution boards 17-08-2022 : 1. No SLD inside
MDB/DB/SDB 2.All distribution boards are properly grounded (earthed). 3.Cables
wirings were found well dressed in all distribution boards. 14-02-2023:
Completed.

 সংযুসমূহ (৪) 

         

৪. পযেবণ
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পিরদশন
পযেবণ

 No SLD inside MDB/DB/SDB  Access obstructed/barred  MDB/DB/SDB body and
door not earthed  Connections without lug  Improper wiring/cabling on the floor

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম  Remove obstruction to ensure access to MDB/DB/SDB/MCB/MCCB/SB  Ensure
all connection with lugs and proper cable dressing

সুপািরেশর
তথসূ
করখানার
কযম We have already adequate used cable lux required location.

অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

On 08-03-2021(CVV), 1.Cables were connected with proper sized lugs 2.
MDB/DB/SDB/MCB/MCCB/SB were found easily accessible 17-08-2022 : 1. No
SLD inside MDB/DB/SDB 2.All distribution boards are properly grounded
(earthed). 3.Cables wirings were found well dressed in all distribution boards 14-
02-2023: Completed.

 সংযুসমূহ (৪) 

         

৫. পযেবণ
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পিরদশন
পযেবণ  Lightning protection system not available  Lightning pits are not identified

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম  Provide appropriate earthing and lightning protection system.  Take necessary
measures for identifiable lightning pits

সুপািরেশর
তথসূ
করখানার
কযম We will install the Lightning protection system (LPS) soon.

অািধকর ৬ মাস
চূড়া
সময়সীমা ২১-০১-১৯০০

সংেশািধত
সময়সীমা ২৫-১২-২০২২

অগিতর
অবা সংেশািধত

মব
On 08-03-2021(CVV), Lightning protection system is installed on the building
rooftop 17-08-2022 : Lightning protection system is installed on the building
rooftop. 14-02-2023: Completed.

 সংযুসমূহ (১) 
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