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e [ No earth-fault protection I No or empty earth bar I The generator room is not
‘ﬁ‘@%ﬁ properly segregated from the rest of the occupancy [l No firefighting equipment is
present in the generator room

FI
RGBS
FrerelE

3.8, SRS

[ Provide earth fault protection U Provide earthed bus-bar or LT panel I Produce
ST design drawings to demonstrate the incorporation of fire rated enclosure from floor

to ceiling and an approved fire rated self-closing swing door for the Generator
room. [l Provide firefighting equipment as required by the Guidelines.
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! mbustible material inside [ A to generator not
B Combustible material inside Ll Access to generator not easy
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] [l Remove Combustible materials from generator room. [l Ensure accessibility to

generator
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WCTD Body & door not earthed 0 No or empty earth bar/neutral bar
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IS |Provide earthing to body & door. [l Provide earth bar/neutral bar
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qu [l No instruction for first aid to electrical shock [l Access obstructed/barred
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] [l Provide instructions for first aid from exposure to electrical shock | Remove
obstruction to ensure access to MDB/MCB Box
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WCTD Electric cables do not pass through service shaft or insulated conduits
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I5%S U Provide service ducts or insulated conduits
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‘ﬂ‘@%ﬁﬂ Lightning protection system not available
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%9 |l Provide appropriate Lightning protection system.
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