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=% [l One point frame earthing of generator instead of two [l Combustible materials stored
s4==5|in generator room
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ST [l Remove Combustible materials from generator room. [l Ensure double earthing of
generator frame

EUESE
SR

IR
I

SRR | 4C= 717

m%nfi{@

s |0




e
ER(CE]

[ Access to substation not easy Il Partition wall not extended up to the ceiling [ Panel
body & door not earthed. Panel door damaged/does not close fully [l No clear
identification mark on distribution panel
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[ Provide easy access to the substation [l Produce design drawings to demonstrate
the incorporation of fire rated enclosure from floor to ceiling and an approved fire
rated self-closing swing door for the Substation room. [l Ensure earthing of panel
body & door with fitted condition. 0 Provide clear identification mark on distribution
panel.
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[l Substation room used for storage of combustible material/junk [l No instruction for
first aid to electrical shock [l Non-conductor mat not provided/ insufficient [
Connection without lug
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I Remove combustible materials from substation. I Provide instructions for first aid
and artificial respiration from exposure to electrical shock. [ Provide rubber mat in
front of the panel [ Ensure well-dressed cabling with lugs
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swde | Socket loose/broken I Body & door not earthed [I Visible burn marks [I No clear
s4@%l|identification mark on distribution panel [l Installed on wooden board
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[l Repair broken/loose socket I Provide earthing to body & door. l Identify cause of
S burning inside distribution box and take remedial measures [l Provide clear

board.

dentification mark on distribution board. [l Install MDB/SDB/SB or MCB on metal
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=74 |l No instruction for first aid to electrical shock I Combustible material/junk inside/near
s{&%|[] Connection without lug
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S [ Provide instructions for first aid from exposure to electrical shock I Remove
combustible material/junk U Ensure well-dressed cabling with lugs
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[l Connections without lug I Undressed messy wiring/cables I Cable ends not properly

EIERo]
s4&%l|soldered or crimped
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] [l Ensure secured connections with lug Il Replace undressed messy wiring/cables [l
Properly solder cable ends
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WCTD Improper electrical extension power cord
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IS | Restrict use of electric extension cord

EUESE

05-05—sa90




‘ﬂ‘@%ﬁﬂ Lightning protection system not available
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%9 |l Provide appropriate Lightning protection system.

EUGSE




