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কাপ পযেবেণর তথ

করখানার নাম আন এ্যাপায়ােরলস িলিমেটড|
িঠকনা M195, Jamgora, Ashulia Road, Savar, Dhaka
করখানার েকড DHK263
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ

পিরদশন
পযেবণ Inadequate factor of safety in columns

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
Due to inadequate factor of safety in columns with existing gravity load a minimum
of four numbers of 4 inch diameter cores shall be taken to assess the concrete
strength of column. Besides, scaning of all columns shall be conducted to verify
the number of rebars in the columns at ground floor location within six months.

সুপািরেশর
তথসূ
করখানার
কযম

We have not taken any action yet but agreed to complete the issue within the
given timeline.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ৩১-১২-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 18/11/2020:No structural design drawing were available on site.Factory
management engaged a consultant firm to conducting DEA. On 14/02/2021:No
structural design drawing were available on site.Factory management has
submitted DEA,design & drawings to DIFE for approval on 29/11/2020. CVV Date
24/08/2021: No structural design drawing were available on site.Factory
management has submitted DEA,design & drawings to DIFE for approval on
29/11/2020. The factory is advised to re-submit its corrected document to DIFE
within 06/09/2021 by RCC engineers.

২. পযেবণ



পিরদশন
পযেবণ Intensity of floor loading

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
The factory owner is asked to shift all storage of ground floor immediately. More
over the consultant strongly recommend storing any type of cartoon boxes,
finished products and fabrics in such a manner so that intensity of loading should
not exceed 60 psf (3KN/m2) .

সুপািরেশর
তথসূ
করখানার
কযম

We have not taken any action yet but agreed to complete the issue within the
given timeline.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ৩১-১২-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

On 18/11/2020:Overloading has been found at1st & 2nd floor. No load
management program has been found on site. On 14/02/2021:No Overloading has
been found on the date of inspection.But no load management program has been
found on site. CVV Date 24/08/2021: No Overloading has been found on the date
of inspection.

৩. পযেবণ



পিরদশন
পযেবণ Horizontal and vertical extension

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
No horizontal and vertical extension shall be made with out detail investigation and
no further construction is to be carried out on this building untill check structural
adequacy.

সুপািরেশর
তথসূ
করখানার
কযম

We have not taken any action yet but agreed to complete the issue within the
given timeline.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ৩১-১২-২০১৭

সংেশািধত
সময়সীমা -

অগিতর
অবা সংেশািধত

মব
On 18/11/2020:There was no horizontal and vertical extension found on the date
of inspection. On 14/02/2021:There was no horizontal and vertical extension found
on the date of inspection. CVV Date 24/08/2021: There was no horizontal and
vertical extension found on the date of inspection.

৪. পযেবণ



পিরদশন
পযেবণ Floor load plan

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম
The factory owner has to prepar and submit the load plan for all floors with in three
weeks for approval and has to arrange displaying the vetted load plan of each floor
on the wall in a conspicuous location.

সুপািরেশর
তথসূ
করখানার
কযম

We have not taken any action yet but agreed to complete the issue within the
given timeline.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ৩১-১২-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 18/11/2020:No floor load plan were available on site.Factory management
engaged a consultant firm to prepare floor load plan. On 14/02/2021:No floor load
plan were available on site Factory management has submitted floor load plan to
DIFE for vetting on 29/11/2020. CVV Date 24/08/2021: No floor load plan were
available on site Factory management has submitted floor load plan to DIFE for
vetting on 29/11/2020.

৫. পযেবণ



পিরদশন
পযেবণ Distress in primary structural elements

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম
The owner or user of the building should be vigiland about development of any
distress, particularly in primary structural elements of the building. If cracks
appear, propagate and widen, detailed assessment and adoption of remedial
measures may become necessary.

সুপািরেশর
তথসূ
করখানার
কযম

We have not taken any action yet but agreed to complete the issue within the
given timeline.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ৩১-১২-২০১৭

সংেশািধত
সময়সীমা -

অগিতর
অবা সংেশািধত

মব
On 18/11/2020:There was no distress in primary structural elements found on the
date of inspection. On 14/02/2021:There was no distress in primary structural
elements found on the date of inspection. CVV Date 24/08/2021: There was no
distress in primary structural elements found on the date of inspection.


